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 1/16" = 1'-0"F3 INTERSTITIAL MECHANICAL LEVEL PHASING PLAN

KEYED NOTES - PHASING
1 PRIOR TO ANY CONSTRUCTION ACTIVITY, CONTRACTOR SHALL PRESENT A CONSTRUCTION

SAFETY PLAN TO OWNER FOR REVIEW AND APPROVAL, INDICATING STRATEGY FOR
MAINTAINING PROTECTED EXIT EGRESS THROUGH CONSTRUCTION ZONE AS REQUIRED TO BE
MAINTAINED AT ALL TIMES. CONTRACTOR SHALL PROVIDE TEMPORARY ENCLOSURE WITH
LIGHTING AND FIRE SUPRESSION, PER APPLICABLE  REQUIREMENTS.  PROTECT ALL EXISTING
CONSTRUCTION NOT INTENDED TO BE DEMOLISHED.  ALL WORK IN EXISTING O.R. OR M.R.I. , OR
ANY OTHER OPERATIONAL PART OF THE HOSPITAL, WILL NEED TO BE DONE ON NIGHTS OR
WEEKENDS, WITH THE APPROVAL OF THE COR.  CONTRACTOR SHALL SUBMIT A SAFTEY PLAN TO
THE COR BEFORE STARTING WORK.

2 SELECTIVE DEMOLITION AT STRUCTURAL INTERFACE WITH EXISTING. REMOVE FACE BRICK AT
FUTURE PENETRATIONS. LEAVE INTERIOR INTACT, AND MAINTAIN EXISTING CONSTRUCTION IN A
WEATHER TIGHT CONDITION. INFILL EXISTING WINDOWS WITH 2 HR FIRE AND SMOKE RATED
SHAFTWALL CONSTRUCTION PRIOR TO NEW CONSTRUCTION. MAINTAIN EXISTING ROOF AT
MECHANICAL ROOM UNTIL AREA IS ENCLOSED.  COORDINATE CONTRACTOR ACCESS WITH
SECURITY OF UNIT AT SECOND FLOOR BEHAVIORAL HEALTH

3 SELECTIVE DEMO AT ELEVATOR SHAFT PRIOR TO FIT-OUT TEMPORARY RATED CONSTRUCTION
ZONE BOUNDARY (2HR FIRE AND SMOKE). ELEVATORS P17 AND P18 ARE NOT USABLE FOR
CONSTRUCTION.  CONSTRUCTION ACCESS TO ALL NEW AREAS AND REMODEL AREAS SHALL BE
FROM AN EXTERIOR STAIR OR TEMPORARY CONSTRUCTION ELEVATOR.  NO MATERIAL WILL BE
TRANSPORTED THROUGH EXISTING BUILDING.

4 ERECT SHELL.  UPON COMPLETION OF DRY-IN, REMOVE ROOF AND INSULATION AT NEW
MECHANICAL ROOM.  EXISTING O.R. BUILDING ROOF SHALL BE PROTECTED FROM DAMAGE BY
NEW CONSTRUCTION.

5 MAINTAIN ALL EXHAUST, RELIEF, VENTS, MAKE-UP AIR SHAFTS, ETC. DURING ALL PHASES.
FIT-OUT NEW CONSTRUCTION.  COORDINATE EXTENSION OF EXISTING MRI QUENCH TUBE WITH
VA C.O.R.

6 PERFORM HAZARDOUS MATERIALS ABATEMENT PER HA100
7 ERECT TEMPORARY 2 HR FIRE AND SMOKE RATED CONSTRUCTION BARRIER FOR INTERIOR

CONSTRUCTION. RELOCATE ADMIN OFFICES. REMOVE OPENINGS TO NEW CONSTRUCTION
8 FIT-OUT EXISTING BUILDING
9 REMOVE TEMPORARY BARRIERS. REPROGRAM ELEVATORS. COMPLETE WORK.  RESTORE SITE

AND ADJACENT CONSTRUCTION TO ORIGINAL CONDITION.

NORTH

 1" = 160'-0"C1 SITE PLAN
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3RD FLOOR PHASING PLAN

 1/16" = 1'-0"
F3

INTERSTITIAL MECHANICAL LEVEL PHASING PLAN

KEYED NOTES - PHASING
1 PRIOR TO ANY CONSTRUCTION ACTIVITY, CONTRACTOR SHALL PRESENT A CONSTRUCTION

SAFETY PLAN TO OWNER FOR REVIEW AND APPROVAL, INDICATING STRATEGY FOR
MAINTAINING PROTECTED EXIT EGRESS THROUGH CONSTRUCTION ZONE AS REQUIRED TO BE
MAINTAINED AT ALL TIMES. CONTRACTOR SHALL PROVIDE TEMPORARY ENCLOSURE WITH
LIGHTING AND FIRE SUPRESSION, PER APPLICABLE  REQUIREMENTS.  PROTECT ALL EXISTING
CONSTRUCTION NOT INTENDED TO BE DEMOLISHED.  ALL WORK IN EXISTING O.R. OR M.R.I. , OR
ANY OTHER OPERATIONAL PART OF THE HOSPITAL, WILL NEED TO BE DONE ON NIGHTS OR
WEEKENDS, WITH THE APPROVAL OF THE C.O.R.  CONTRACTOR SHALL SUBMIT A SAFTEY PLAN
TO THE COR BEFORE STARTING WORK.

2 SELECTIVE DEMOLITION AT STRUCTURAL INTERFACE WITH EXISTING. REMOVE FACE BRICK AT
FUTURE PENETRATIONS. LEAVE INTERIOR INTACT, AND MAINTAIN EXISTING CONSTRUCTION IN A
WEATHER TIGHT CONDITION. INFILL EXISTING WINDOWS WITH 2 HR FIRE AND SMOKE RATED
SHAFTWALL CONSTRUCTION PRIOR TO NEW CONSTRUCTION. MAINTAIN EXISTING ROOF AT
MECHANICAL ROOM UNTIL AREA IS ENCLOSED.  COORDINATE CONTRACTOR ACCESS WITH
SECURITY OF UNIT AT SECOND FLOOR BEHAVIORAL HEALTH

3 SELECTIVE DEMO AT ELEVATOR SHAFT PRIOR TO FIT-OUT TEMPORARY RATED CONSTRUCTION
ZONE BOUNDARY (2HR FIRE AND SMOKE). ELEVATORS P17 AND P18 ARE NOT USABLE FOR
CONSTRUCTION.  CONSTRUCTION ACCESS TO ALL NEW AREAS AND REMODEL AREAS SHALL BE
FROM AN EXTERIOR STAIR OR TEMPORARY CONSTRUCTION ELEVATOR.  NO MATERIAL WILL BE
TRANSPORTED THROUGH EXISTING BUILDING.

4 ERECT SHELL.  UPON COMPLETION OF DRY-IN, REMOVE ROOF AND INSULATION AT NEW
MECHANICAL ROOM.  EXISTING O.R. BUILDING ROOF SHALL BE PROTECTED FROM DAMAGE BY
NEW CONSTRUCTION.

5 MAINTAIN ALL EXHAUST, RELIEF, VENTS, MAKE-UP AIR SHAFTS, ETC. DURING ALL PHASES.
FIT-OUT NEW CONSTRUCTION.  COORDINATE EXTENSION OF EXISTING MRI QUENCH TUBE WITH
VA C.O.R.

6 PERFORM HAZARDOUS MATERIALS ABATEMENT PER HA100

7 ERECT TEMPORARY 2 HR FIRE AND SMOKE RATED CONSTRUCTION BARRIER FOR INTERIOR
CONSTRUCTION. RELOCATE ADMIN OFFICES. REMOVE OPENINGS TO NEW CONSTRUCTION

8 FIT-OUT EXISTING BUILDING

9 REMOVE TEMPORARY BARRIERS. REPROGRAM ELEVATORS. COMPLETE WORK.  RESTORE SITE
AND ADJACENT CONSTRUCTION TO ORIGINAL CONDITION.

NORTH

 1" = 160'-0"
C1

SITE PLAN
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3RD FLOOR ABATEMENT PLAN - BASE BID

KEYED NOTES - ABATEMENT

1 HATCHING DENOTES FULL CONTAINMENT AREA FOR

ABATEMENT. REFER TO ABATEMENT PROJECT MANUAL FOR

DETAILED SCOPE OF ABATEMENT WORK TO BE PERFORMED.

2 HEPA FILTERED NEGATIVE AIR EXHAUST PROPERLY

SECURED IN EXISTING WINDOW.  REMOVAL AND

RE-INSTALLATION  OF WINDOWS SHALL BE THE

RESPONSIBILITY OF THE ABATEMENT CONTRACTOR.

NEGATIVE AIR EXHAUST IN CORRIDOR SPACES SHALL BE

RUN ABOVE THE CEILING WHERE CORRIDORS ARE TO

REMAIN AVAILABLE FOR USE.  FIELD VERIFY WITH THE VPIH

AND THE OWNER.

3 FIVE STAGE PERSONNEL DECONTAMINATION UNIT.

4 HARD BARRIER WITH LOCKING DOOR(S).

5 TWO-STAGE WASTE LOAD-OUT.

COORDINATE ABATEMENT WORK WITH DEMOLITION WORK BEING

PERFORMED BY OTHERS.  REFER TO CHRISTNER DEMOLITION

DRAWINGS FOR EXTENT OF DEMOLITION OPERATIONS.

GENERAL NOTES - ABATEMENT

THE ABATEMENT CONTRACTOR SHALL COORDINATE HIS WORK

WITH THE GENERAL CONTRACTOR PHASING PLAN PRIOR TO THE

START OF ANY WORK AND SHALL ADJUST AND/OR MODIFY HIS

SCHEDULE ACCORDINGLY AS A RESULT OF ADJUSTMENTS TO THE

PHASING PLAN.  SUBMIT PROPOSED WORK SCHEDULE FOR

APPROVAL AND ATTEND REGULAR COORDINATION MEETINGS AS

REQUIRED.
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3RD FLOOR ABATEMENT PLAN - DEDUCT ALTERNATES 4, 5

KEYED NOTES - ABATEMENT

1 HATCHING DENOTES FULL CONTAINMENT AREA FOR

ABATEMENT. REFER TO ABATEMENT PROJECT MANUAL FOR

DETAILED SCOPE OF ABATEMENT WORK TO BE PERFORMED.

2 HEPA FILTERED NEGATIVE AIR EXHAUST PROPERLY

SECURED IN EXISTING WINDOW.  REMOVAL AND

RE-INSTALLATION  OF WINDOWS SHALL BE THE

RESPONSIBILITY OF THE ABATEMENT CONTRACTOR.

NEGATIVE AIR EXHAUST IN CORRIDOR SPACES SHALL BE

RUN ABOVE THE CEILING WHERE CORRIDORS ARE TO

REMAIN AVAILABLE FOR USE.  FIELD VERIFY WITH THE VPIH

AND THE OWNER.

3 FIVE STAGE PERSONNEL DECONTAMINATION UNIT.

4 HARD BARRIER WITH LOCKING DOOR(S).

5 TWO-STAGE WASTE LOAD-OUT.

COORDINATE ABATEMENT WORK WITH DEMOLITION WORK BEING

PERFORMED BY OTHERS.  REFER TO CHRISTNER DEMOLITION

DRAWINGS FOR EXTENT OF DEMOLITION OPERATIONS.

GENERAL NOTES - ABATEMENT

THE ABATEMENT CONTRACTOR SHALL COORDINATE HIS WORK

WITH THE GENERAL CONTRACTOR PHASING PLAN PRIOR TO THE

START OF ANY WORK AND SHALL ADJUST AND/OR MODIFY HIS

SCHEDULE ACCORDINGLY AS A RESULT OF ADJUSTMENTS TO THE

PHASING PLAN.  SUBMIT PROPOSED WORK SCHEDULE FOR

APPROVAL AND ATTEND REGULAR COORDINATION MEETINGS AS

REQUIRED.
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 3/32" = 1'-0"A8 PARTIAL 1ST FLOOR DEMO PLAN

 3/32" = 1'-0"F1 INTERSTITIAL LEVEL DEMO PLAN (EXISTING O.R. BUILDING)
 3/32" = 1'-0"F5 3RD FLOOR DEMO PLAN

KEYED NOTES - DEMOLITION
1 REMOVE WINDOW - NOTE CONTRACTOR WILL ONLY  BE

ALLOWED TO WORK IN ONE ROOM AT A TIME IN THIS
AREA.

2 REMOVE EXTERIOR WALL FROM FINISH FLOOR TO
UNDERSIDE OF STRUCTURAL DECK ABOVE

3 REMOVE PARTITION
4 REMOVE DOOR, FRAME AND HARDWARE.
6 EXISTING ROOF ACCESS HATCH TO BE REMOVED
7 ABANDON EXISTING ROOF DRAINS.
8 REMOVE EXISTING GUTTER AND DOWNSPOUT TO 6"

ABOVE NEW ROOF
10 REMOVE EXISTING ROOFING AND ROOF INSULATION

DOWN TO EXISTING CONCRETE ROOF SLAB, TYP WITHIN
EXTENTS OF WORK ON THIS FLOOR, PREPARE ROOF
SLAB FOR NEW FLOOR FINISH.  MAINTAIN WEATHER
TIGHT UNTIL AREA IS ENCLOSED (DRIED-IN).

11 REMOVE EXISTING FLOOR FINISH, PREPARE SUBSTRATE
FOR NEW FLOOR FINISH. REMOVE CEILING.

12 REMOVE EXISTING PARAPET DOWN TO EXISTING ROOF
SLAB. COORDINATE WITH DETAIL F8/AE300.

13 REMOVE EXTERIOR CLADDING. SEE F1 & D3 / AE301
15 REMOVE PORTION OF WALL FOR FUTURE DOOR
16 REMOVE ROOF FRAMING, ROOFING AND RELATED

COPING AND FLASHING
17 REMOVE EXISTING AHU ENCLOSURE.(SEE MECH.)
18 REMOVE EXISTING MECHANICAL UNIT AND CURB. (SEE

MECH)
19 REMOVE LANDSCAPING
21 REMOVE PARAPET WITHIN NEW MECHANICAL ROOM
23 EXISTING PARAPET TO REMAIN, TYP @ MRI
24 EXTENT OF DEMOLITION

 3/32" = 1'-0"C8 ELEVATOR PENTHOUSE/ICU ROOF DEMOLITION PLAN

PLAN
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DOOR HARDWARE, CASEWORK, ETC.

C. REFER TO PHASING PLAN FOR ADDITIONAL CONSIDERATIONS

D. REFER TO WALL SECTIONS FOR SELECTIVE DEMOLITION WHERE
OCCURS

FIRST FLOOR
PLAN

100' - 0"

INTERSTITIAL
MECH. LEVEL

116' - 0"

3RD FLOOR
126' - 5 1/4"

T
U

V

Z

ELEVATOR
PENTHOUSE

144' - 2 1/2"

X.2

X.3

T.5S.9

13

21

ICU ROOF
142' - 2 1/2"

2

12

8

V.05

13

13

24

24

X.1

13

CONSTRUCTION DOCUMENTS

FULLY SPRINKLERED

Drawing Title

DIRECTOR OF
SPECIALTY
CARE

Project Title

Revisions

Location

Checked

Building Number

Project Number

Drawing Number

Approved

Dwg.          ofNo.

Date

CONSULTANTS: ARCHITECT/ENGINEERS: Office of
Construction
and Facilities
Management

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

1
6
1
6
1
6
1
6

88 88
44 44

00 00

BBBB

AAAA

EEEE

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

6
"
6
"
6
"
6
"

11 11
00 00

6
"
6
"
6
"
6
"

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s 
=
 
o
n
e

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s 
=
 
o
n
e

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s 
=
 
o
n
e

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

o
n
e
 
in
c
h
 
=
 
o
n
e

o
n
e
 
in
c
h
 
=
 
o
n
e

o
n
e
 
in
c
h
 
=
 
o
n
e

o
n
e
 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

22 22
00 00

6
"
6
"
6
"
6
"

6
"
6
"
6
"
6
"

00 00
22 22

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

44 44
00 00

th
re
e
 
e
ig
h
th
s 
in
c
h
 
=
 
o
n
e

th
re
e
 
e
ig
h
th
s 
in
c
h
 
=
 
o
n
e

th
re
e
 
e
ig
h
th
s 
in
c
h
 
=
 
o
n
e

th
re
e
 
e
ig
h
th
s 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

44 44
00 00

00 00
44 44

88 88

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

VA FORM 08-6231VA FORM 08-6231VA FORM 08-6231VA FORM 08-6231

5555 6666 88887777

FFFF

DDDD

CCCC

99994444333322221111

5555 6666 88887777 99994444333322221111

BBBB

AAAA

EEEE

FFFF

DDDD

CCCC

296

HARRY S. TRUMAN VAMC

TEL  314 725 2927   |   FAX  314 725 2928   |
CHRISTNERINC.COM

168  N  MERAMEC,  SUITE  400   |   ST. LOUIS,  MISSOURI  63105

ARCHITECTS  |  DESIGNERS  |  PLANNERS  |  LANDSCAPE  ARCHITECTS

THE SEAL (S) AND SIGNATURE(S)
APPLY ONLY TO THE DOCUMENT TO
WHICH THEY ARE AFFIXED, AND WE
EXPRESSLY DISCLAIM ANY
RESPONSIBILITY FOR ALL OTHER
PLANS, SPECIFICATIONS,
ESTIMATES, REPORTS, OR OTHER
DOCUMENTS OR INSTRUMENTS
RELATING TO OR INTENDED TO BE
USED FOR ANY PART OF PARTS OF
THE PROJECT.
© COPYRIGHT 2012 CHRISTNER INC.

STRUCTURAL ENGINEER:
KPFF CONSULTING ENGINEERS - ST. LOUIS
1630 DES PERES RD, SUITE 100
SAINT LOUIS, MO 63131

MECHANICAL/ELECTRICAL:
KJWW ENGINEERING CONSULTANTS - ST. LOUIS
#15 SUNNEN DRIVE, SUITE 104
ST. LOUIS, MO    63141

PLUMBING:
303RD ENGINEERING GROUP, LLC
1935 ARSENAL STREET
ST. LOUIS, MO      63118

ESTIMATING:
KWAME BUILDING GROUP
1204 WASHINGTON AVE.  SUITE 200
ST. LOUIS, MO    63103

PRINTED ON ORIGINAL SIZE OF SHEET IS 30" X 42"

Department of
Veterans Affairs

Date

LIFE SAFETY/FIRE PROTECTION:
CODE CONSULTANTS, INC.
2043 WOODLAND PARKWAY, SUITE 300
ST. LOUIS, MO 63146

ACOUSTICAL ENGINEERS:
ACOUSTICONTROL LLC
1709 WASHINGTON AVENUE, LOFT 300
ST. LOUIS, MO 63103

COMMISSIONING:
ZODIAC INTERNATIONAL
16100 CHESTERFIELD PARKWAY, SUITE 365
CHESTERFIELD, MO 63017

ENVIRONMENTAL:
ENVIRONMENTAL CONSULTANTS, LLC
#6 MEADOW HEIGHTS PROFESSIONAL PARK DR.
COLLINSVILLE, IL
62234 Drawn

INFECTION
CONTROL
PRACTITIONER

CHIEF
ENGINEER

ASSISTANT
DIRECTOR

ASSOCIATE
DIRECTOR OF
PATIENT
SERVICES

CHIEF OF
STAFF

ASSOCIATE
DIRECTOR

MEDICAL
CENTER
DIRECTOR

1

INTENSIVE CARE UNIT

9/4/14

589-330

AD100.1
JW

DEMOLITION PLANS - DEDUCT ALTERNATES 4,5

14EW Approver

 3/32" = 1'-0"
A8

PARTIAL 1ST FLOOR DEMO PLAN

 3/32" = 1'-0"
F1

INTERSTITIAL LEVEL DEMO PLAN (EXISTING O.R. BUILDING)

 3/32" = 1'-0"
F5

3RD FLOOR DEMO PLAN

KEYED NOTES - DEMOLITION
1 REMOVE WINDOW - NOTE CONTRACTOR WILL ONLY  BE ALLOWED TO WORK IN ONE ROOM AT

A TIME IN THIS AREA.

2 REMOVE EXTERIOR WALL FROM FINISH FLOOR TO UNDERSIDE OF STRUCTURAL DECK ABOVE

3 REMOVE PARTITION

4 REMOVE DOOR, FRAME AND HARDWARE.

6 EXISTING ROOF ACCESS HATCH TO BE REMOVED

7 ABANDON EXISTING ROOF DRAINS.

8 REMOVE EXISTING GUTTER AND DOWNSPOUT TO 6" ABOVE NEW ROOF

10 REMOVE EXISTING ROOFING AND ROOF INSULATION DOWN TO EXISTING CONCRETE ROOF
SLAB, TYP WITHIN EXTENTS OF WORK ON THIS FLOOR, PREPARE ROOF SLAB FOR NEW
FLOOR FINISH.  MAINTAIN WEATHER TIGHT UNTIL AREA IS ENCLOSED (DRIED-IN).

11 REMOVE EXISTING FLOOR FINISH, PREPARE SUBSTRATE FOR NEW FLOOR FINISH. REMOVE
CEILING.

12 REMOVE EXISTING PARAPET DOWN TO EXISTING ROOF SLAB. COORDINATE WITH DETAIL
F1/AE302.4

13 REMOVE EXTERIOR CLADDING. SEE F1 & D3 / AE301.4

15 REMOVE PORTION OF WALL FOR FUTURE DOOR

16 REMOVE ROOF FRAMING, ROOFING AND RELATED COPING AND FLASHING

19 REMOVE LANDSCAPING

21 REMOVE PARAPET WITHIN NEW MECHANICAL ROOM

23 PROTECT EXISTING PARAPET TO REMAIN

24 EXTENT OF DEMOLITION

25 DEMOLISH WALL AS NECESSARY FOR PLUMBING WORK. COORDINATE WITH PLUMBING
DRAWINGS. PATCH AND REPAIR AFTER WORK IS COMPLETED.

26 PATCH/REPAIR PARTITION ABOVE CEILING TO MAINTAIN SMOKE BARRIER.

27 REMOVE ROOFING, ROOF INSULATION AND KICKERS FOR STRUCTURAL COLUMN TIE-IN AND
FOR NEW EXTERIOR WALL.

28 PORTION OF EXTERIOR WALL AND PARAPET TO REMAIN

29 REMOVE EXISTING FACE BRICK, SEE DETAILF6/ AE303.4

30 REMOVE EXISTING FACE BRICK AND LIMESTONE BAND AS NEEDED FOR STRUCTURAL
COLUMN TIE IN. REMOVE IN FULL MASONRY UNITS SO PATCH CAN BE TOOTHED IN TO
EXISTING.  LIMESTONE BAND MAY BE CUT, SALVAGED AND PROTECTED FOR REINSTALLATION

 3/32" = 1'-0"
C8

ELEVATOR PENTHOUSE/ICU ROOF DEMOLITION PLAN

PLAN

 1/8" = 1'-0"
F4

DEMOLITION - NORTH ELEVATION
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DEMOLITION GENERAL NOTES

A.  NOT ALL KEYED NOTES USED ON EACH SHEET.

B.  OWNER HAS FIRST RIGHT OF REFUSAL FOR ALL ITEMS
TO BE DEMOLISHED, INCLUDING BUT NOT LIMITED TO
LIGHT FIXTURES, DOORS, DOOR HARDWARE, CASEWORK,
ETC.

C. REFER TO PHASING PLAN FOR ADDITIONAL
CONSIDERATIONS
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DEMOLITION ELEVATIONS AND DETAILS

10EL Approver

 1/8" = 1'-0"C1 DEMOLITION - NORTH ELEVATION

 1/8" = 1'-0"F1 DEMOLITION - SOUTH ELEVATION

KEYED NOTES - DEMOLITION
1 REMOVE WINDOW - NOTE CONTRACTOR WILL ONLY  BE

ALLOWED TO WORK IN ONE ROOM AT A TIME IN THIS
AREA.

2 REMOVE EXTERIOR WALL FROM FINISH FLOOR TO
UNDERSIDE OF STRUCTURAL DECK ABOVE

3 REMOVE PARTITION
4 REMOVE DOOR, FRAME AND HARDWARE.
6 EXISTING ROOF ACCESS HATCH TO BE REMOVED
7 ABANDON EXISTING ROOF DRAINS.
8 REMOVE EXISTING GUTTER AND DOWNSPOUT TO 6"

ABOVE NEW ROOF
10 REMOVE EXISTING ROOFING AND ROOF INSULATION

DOWN TO EXISTING CONCRETE ROOF SLAB, TYP WITHIN
EXTENTS OF WORK ON THIS FLOOR, PREPARE ROOF
SLAB FOR NEW FLOOR FINISH.  MAINTAIN WEATHER
TIGHT UNTIL AREA IS ENCLOSED (DRIED-IN).

11 REMOVE EXISTING FLOOR FINISH, PREPARE SUBSTRATE
FOR NEW FLOOR FINISH. REMOVE CEILING.

12 REMOVE EXISTING PARAPET DOWN TO EXISTING ROOF
SLAB. COORDINATE WITH DETAIL F8/AE300.

13 REMOVE EXTERIOR CLADDING. SEE F1 & D3 / AE301
15 REMOVE PORTION OF WALL FOR FUTURE DOOR
16 REMOVE ROOF FRAMING, ROOFING AND RELATED

COPING AND FLASHING
17 REMOVE EXISTING AHU ENCLOSURE.(SEE MECH.)
18 REMOVE EXISTING MECHANICAL UNIT AND CURB. (SEE

MECH)
19 REMOVE LANDSCAPING
21 REMOVE PARAPET WITHIN NEW MECHANICAL ROOM
23 EXISTING PARAPET TO REMAIN, TYP @ MRI
24 EXTENT OF DEMOLITION

 3/32" = 1'-0"C6 WEST DEMO ELEVATION AT OR ENTRY

 3/32" = 1'-0"A6 DEMOLITION AT MRI ENTRY - EAST ELEVATION
 3/32" = 1'-0"A5 DEMOLITION AT MRI ENTRY - NORTH ELEVATION

 3/32" = 1'-0"C5 NORTH DEMOLITION ELEVATION AT OR ENTRY

 1/8" = 1'-0"F3 DEMOLITION - ELEVATOR WEST ELEVATION
 1/8" = 1'-0"F6 DEMOLITION - SOUTH ELEVATION ELEVATOR TOWER
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(OMIT FOR DEDUCT ALTERNATES 4,5)
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DEMOLITION GENERAL NOTES

A.  NOT ALL KEYED NOTES USED ON EACH SHEET.

B.  OWNER HAS FIRST RIGHT OF REFUSAL FOR ALL ITEMS TO BE
DEMOLISHED, INCLUDING BUT NOT LIMITED TO LIGHT FIXTURES, DOORS,
DOOR HARDWARE, CASEWORK, ETC.

C. REFER TO PHASING PLAN FOR ADDITIONAL CONSIDERATIONS

D. REFER TO WALL SECTIONS FOR SELECTIVE DEMOLITION WHERE
OCCURS

CONSTRUCTION DOCUMENTS
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DEMOLITION PLANS - BASEMENT AND FIRST
FLOOR

16EL

 1/8" = 1'-0"
F1

BASEMENT FLOOR DEMOLITION PLAN
 1/8" = 1'-0"

F5
FIRST FLOOR DEMOLITION PLAN

KEYED NOTES - DEMOLITION
1 REMOVE WINDOW - NOTE CONTRACTOR WILL ONLY  BE ALLOWED TO WORK IN ONE ROOM AT

A TIME IN THIS AREA.

2 REMOVE EXTERIOR WALL FROM FINISH FLOOR TO UNDERSIDE OF STRUCTURAL DECK ABOVE

3 REMOVE PARTITION

4 REMOVE DOOR, FRAME AND HARDWARE.

6 EXISTING ROOF ACCESS HATCH TO BE REMOVED

7 ABANDON EXISTING ROOF DRAINS.

8 REMOVE EXISTING GUTTER AND DOWNSPOUT TO 6" ABOVE NEW ROOF

10 REMOVE EXISTING ROOFING AND ROOF INSULATION DOWN TO EXISTING CONCRETE ROOF
SLAB, TYP WITHIN EXTENTS OF WORK ON THIS FLOOR, PREPARE ROOF SLAB FOR NEW
FLOOR FINISH.  MAINTAIN WEATHER TIGHT UNTIL AREA IS ENCLOSED (DRIED-IN).

11 REMOVE EXISTING FLOOR FINISH, PREPARE SUBSTRATE FOR NEW FLOOR FINISH. REMOVE
CEILING.

12 REMOVE EXISTING PARAPET DOWN TO EXISTING ROOF SLAB. COORDINATE WITH DETAIL
F1/AE302.4

13 REMOVE EXTERIOR CLADDING. SEE F1 & D3 / AE301.4

15 REMOVE PORTION OF WALL FOR FUTURE DOOR

16 REMOVE ROOF FRAMING, ROOFING AND RELATED COPING AND FLASHING

19 REMOVE LANDSCAPING

21 REMOVE PARAPET WITHIN NEW MECHANICAL ROOM

23 PROTECT EXISTING PARAPET TO REMAIN

24 EXTENT OF DEMOLITION

25 DEMOLISH WALL AS NECESSARY FOR PLUMBING WORK. COORDINATE WITH PLUMBING
DRAWINGS. PATCH AND REPAIR AFTER WORK IS COMPLETED.

26 PATCH/REPAIR PARTITION ABOVE CEILING TO MAINTAIN SMOKE BARRIER.

27 REMOVE ROOFING, ROOF INSULATION AND KICKERS FOR STRUCTURAL COLUMN TIE-IN AND
FOR NEW EXTERIOR WALL.

28 PORTION OF EXTERIOR WALL AND PARAPET TO REMAIN

29 REMOVE EXISTING FACE BRICK, SEE DETAILF6/ AE303.4

30 REMOVE EXISTING FACE BRICK AND LIMESTONE BAND AS NEEDED FOR STRUCTURAL
COLUMN TIE IN. REMOVE IN FULL MASONRY UNITS SO PATCH CAN BE TOOTHED IN TO
EXISTING.  LIMESTONE BAND MAY BE CUT, SALVAGED AND PROTECTED FOR REINSTALLATION

No. Date Revisions

1 1/14/15 Amendment #4



MATERIAL LEGEND SYMBOLS LEGEND PLAN LEGENDABBREVIATIONS

SPECIALITIES AND
ACCESSORIES LEGEND

PLAN TRUE

DIMENSIONING

REFLECTED CEILING PLAN
LEGEND

La

ML

6"

BRICK

CONCRETE / LIMESTONE

RIGID INSULATION

EARTH

INSULATION - BATT

ASPHALT

STEEL

GYPSUM BOARD / PLASTER

WOOD FRAMING - CONTINUOUS

FINISH WOOD

WOOD SHIM OR BLOCKING - INTERRUPTED

FIRE BLANKET

FIRE EXTINGUISHER

FIRE DEPARTMENT VALVE CABINET

FIRE PROTECTION SPECIALTIES

CHR

CORNER GUARD MATERIAL WHEN
OTHER THAN TYPICAL
SST: STAINLESS STEEL

CORNER GUARD HEIGHT WHEN
OTHER THAN TYPICAL (TOP OF
UNIT AFF)

NOTE: PVC - TYP, UNO.

SYMBOL
CHR:  CHAIR RAIL
HR:     HANDRAIL
WG:    WALL GUARD

CG: CORNER GUARD
(TYPE CG-1, UNO)
FULL HEIGHT FV: FLEXIBLE (UNO)
PLASTIC BP-PETG

IMPACT RESISTANT WALL PROTECTION

 MBX - 48 48

MBD: MARKER BOARD
TKB: TACK BOARD

VISUAL DISPLAY BOARD

TYPE

WIDTH

HEIGHT

 PSX - 72  48
PS: PROJECTION SCREEN

PROJECTION SCREEN

TYPE

WIDTH

HEIGHT

TOILET PARTITION (TP-TYPE)

URINAL SCREEN (US-TYPE)

XX - X - XXX

AS: ACTIVATION SWITCH
CR: CARD READER
PP: PUSH PLATE
KP: KEY PAD

OPENING NO. OF DOOR TO
BE OPERATED.

DOOR CONTROL DEVICE

LL: LEAD LINED
M: MAGNETIC SHIELDING
a: ROOM CORNER
REFERENCE

ROOM CORNER SYMBOL

LINE OF SHIELDING (DASHED)

ROOM CORNER REFERENCE

PROTECTION/SHIELDING TYPE

SECTION DETAIL

PLAN DETAIL OR ENLARGED PLAN

EXTERIOR ELEVATION

INTERIOR ELEVATION

WORK POINT

ROOM NAME/NUMBER

PARTITION TYPE

KEYED NOTE

REVISION

CEILING GRID STARTING POINT

ELEVATION INDICATOR

CEILING HEIGHT

EXISTING COLUMN DESIGNATION

NEW COLUMN DESIGNATION

NORTH ARROW

AE3.01 1

3

ROOM NAME

12345

XXX

1

AE4.01

x

XXX

x'-y"

XXX

XXX

XXX

AE5.01 1

2

4

1.   IN MANY OF THE INTERIOR SPACES, THE ACTUAL DIMENSION MAY  BE
LESS IMPORTANT THAN IF THE ELEMENTS IN THE SPACE WERE TO BE
EQUAL.  IN THESE CASES THE WORD "EQUAL"(OR "EQ.") IS USED IN LIEU
OF THE ACTUAL DIMENSIONS.
2.   WHEN ROOM CENTERLINE IS INDICATED ONLY ONE SIDE OF THE
ROOM'S ELEMENTS MAY BE DIMENSIONED.
3.   COLUMN IDENTIFICATION: STRUCTURAL DOCUMENTS GOVERN. NO
DIMENSIONS WILL BE SHOWN ON ARCHITECTURAL DRAWINGS.

1

1

A

1

1

A

4.   PARTITION CENTERED ON COLUMN LINES WILL NOT  BE  DIMENSIONED
ON PLANS, BUT WILL BE DRAWN ACCORDINGLY:

5.   PARTITION WITH FINISHED FACE FLUSH (ALIGNED) WITH FINISHED  FACE
OF COLUMN FURRING OR OTHER ELEMENTS WILL NOT BE DIMENSIONED
ON PLANS, BUT WILL BE DRAWN ACCORDINGLY:

6.   PARTITION WITH FINISHED FACE ON COLUMN LINE WILL NOT BE
DIMENSIONED ON PLANS, BUT WILL BE DRAWN ACCORDINGLY:

7.   OPENING LOCATIONS:  OPENINGS (DOOR, BORROW LIGHT, AND/OR
SIDELIGHT FRAME) ARE LOCATED BY ONE OF THE FOLLOWING:

A. ONE JAMB LOCATED BY PARTITION AT RIGHT ANGLE

B. AS DIMENSIONED OR C. AS ADA REQUIRES

8.   WORK POINTS ARE USED TO ORGANIZE ELEMENTS WITHIN A SPACE.

COLUMN

PARTITION

COLUMN CENTER LINE

COLUMN

COLUMN FURRING OR OTHER ELEMENT

COLUMN CENTER LINE

PARTITION

COLUMN CENTER LINE

PARTITION

PARTITION AT RIGHT ANGLE

DOOR

OPENING FRAME

WORK POINT

ROOM PARTITIONS

OBSTRUCTION WHERE OCCURS
(COLUMN, CHASE, ETC.)

DIMENSION (OR EQUAL)

1 HOUR FIRE RATED / SMOKE BARRIER

1 HOUR FIRE RATED

2 HOUR FIRE RATED

LIMIT TRANSFER OF SMOKE.

SMOKE BARRIER

3 HOUR FIRE RATED

4 HOUR FIRE RATED

2 HOUR FIRE RATED / SMOKE BARRIER

CENTER LINE

MATCH LINE

NEW CONSTRUCTION

EXISTING DOOR AND FRAME TO REMAIN

CONTRACT LIMIT LINE.

B0RR0W LIGHT

EXISTING CONSTRUCTION TO BE REMOVED.

NEW DOOR AND FRAME.

EXISTING CONSTRUCTION TO REMAIN

HIDDEN FEATURES OR NOT IN CONTRACT
(LABELED NIC)

EXISTING DOOR AND FRAME TO BE
REMOVED.

xxxx

OPENING  NUMBER

OPENING
NUMBER / TYPE

XXX

AX.XX

AX.XX

CUBICLE CURTAIN TRACK

IV TRACK
LENGTH WHEN
INDICATED

2'X2' ACOUSTICAL CEILING PANELS AND GRID

2'X4' ACOUSTICAL CEILING PANELS AND GRID

4'X4' ACOUSTICAL CEILING PANELS AND GRID

BRACING (ABOVE CEILING)

SUPPORT

GYPSUM BOARD CEILING (U.N.O.)

CEILING MOUNTED EQUIPMENT SUPPORT

CEILING MOUNTED
(CONCEALED) PROJECTION
SCREEN

TYPE

WIDTH

HEIGHT

IVT-72

CCT

PS2 - 72 72

ARCHITECTURAL GENERAL
NOTES

1. DO NOT SCALE DRAWINGS, USE DIMENSIONS. DIMENSIONS NOTED "AS
REQUIRED", "VERIFY",  "VERIFY IN FIELD" OR "MATCH EXISTING" ARE TO
BE VERIFIED BY THE CONTRACTOR.

2. "ALIGN" MEANS TO ALIGN FINISH MATERIALS OF ELEMENTS INDICATED.

3. PARTITIONS ARE DIMENSIONED TO FACE OF GYPSUM BOARD OR
MASONRY, UNLESS NOTED OTHERWISE. REFER TO PARTITION
SCHEDULE FOR PARTITION THICKNESSES.

4. MASONRY UNIT SIZE AND DIMENSION ARE "NOMINAL", UNLESS NOTED
OTHERWISE.

5. FLOOR ELEVATIONS INDICATED ARE TO TOP OF CONCRETE, UNLESS
NOTED OTHERWISE.

6. REFER TO AE-900 FOR TYPICAL CEILING DETAILS.

7. REFER TO AE-002 FOR TYPICAL EQUIPMENT MOUNTING DETAILS.

A ____________________________________________

AB ANCHOR BOLT
APC ACOUSTICAL PANEL CEILING
ACC ACCESSIBLE
ACS DR ACCESS DOOR
ACS FLR ACCESS FLOOR
AD AREA DRAIN
ADJ ADJACENT
ADMIN ADMINISTRATION
AFF ABOVE FINISH FLOOR
AGGR AGGREGATE
AIB AIR INFILTRATION BARRIER
ALT ALTERNATE
AL ALUMINUM
AWP ACOUSTICAL WALL PANEL
APPROX APPROXIMATE(LY)
ARCH ARCHITECTURAL/ARCHITECT
AS ACTIVATION SWITCH
ASPH ASPHALT
ATTN ATTENTION
AT ACOUSTICAL CEILING
AWW ARCHITECTURAL WOODWORK

B ____________________________________________

BC BRICK COURSES
BD BOARD
BF BRICK FLOORING
BG BUMPER GUARD
BITUM BITUMINOUS
BKG BACKING
BL BRICK LEDGE
BLDG BUILDING
BLKG BLOCKING
BLST BALLAST
BLT BORROW LIGHT
BM BEAM
BO_ BOTTOM OF ___
BOD BOTTOM OF DECK
BOT BOTTOM
BPR BED PAN RACK
BR BRICK
BRR BUMPER RAIL
BRG BEARING
BSMT BASEMENT
BUR BUILT UP ROOFING

C ____________________________________________

C- CHANNEL (SIZE)
CAB(S) CABINET(S)
CALC CALCULATE
CB CATCH BASIN
CBB CEMENTITIOUS BACKER BOARD
CUC CUBICLE CURTAIN
CCT CUBICLE CURTAIN TRACK
CEM CEMENT
CF/CI CONTRACTOR FURNISHED/CONTRACTOR INSTALLED
CF/OI CONTRACTOR FURNISHED/OWNER INSTALLED
CFLG COUNTERFLASHING
CFMF COLD-FORMED METAL FRAMING
CG CORNER GUARD
CHR CHAIR RAIL
CH COAT HOOK
CJ CONTROL JOINT
CL CENTER LINE
CLG CEILING
CLRM CLASSROOM
CLO CLOSET
CLR CLEAR
CMU CONCRETE MASONRY UNIT
COG CASED OPENING
CO CLEAN OUT
COL COLUMN
CONC CONCRETE
CONF CONFERENCE
CONN CONNECT/CONNECTION
CONSTR CONSTRUCTION
CON CONTINUOUS
CONTR CONTRACTOR
CORR CORRIDOR
CP CARPET
CPT CARPET TILE
CR CARD READER
CRR CRASH RAIL
CSK COUNTERSINK (SUNK)
CSWK CASEWORK
CT CERAMIC TILE
CUH CABINET UNIT HEATER
CW CURTAINWALL

D ____________________________________________

D DEEP/DEPTH
DBL DOUBLE
DEFS DIRECT EXTERIOR FINISH SYSTEM
DCS DIAPER CHANGING STATION
DEG DEGREE
DET DETAIL
DF DRINKING FOUNTAIN
DIA DIAMETER
DIAG DIAGONAL
DIFF DIFFUSER
DIM DIMENSION
DISP DISPENSER
DN DOWN
DR DOOR
DS DOWNSPOUT
DT DRAIN TILE
DWG(S) DRAWING(S)
DWR DRAWER

E ____________________________________________

E EAST
EA EACH
EFS EXTERIOR FINISH SYSTEM
EIFS EXTERIOR INSULATION FINISH SYSTEM
EJ EXPANSION JOINT
EL ELEVATION
ELEC ELECTRIC/ELECTRICAL
ELEV ELEVATOR
ENCL ENCLOSURE
ENGR ENGINEER
ENTR ENTRANCE
EP ELECTRICAL PANEL
EQ EQUAL
EQUIP EQUIPMENT
ESCAL ESCALATOR
ESMT EASEMENT
EW EACH WAY
EWC ELECTRIC WATER COOLER
EXIST EXISTING
EXH EXHAUST
EXP EXPANSION
EXP EXPOSED
EXP BT EXPANSION BOLT
EXT EXTERIOR

F ____________________________________________

F FEMALE
FA FIRE ALARM
FAWP FLUID APPLIED WATERPROOFING
FB FIRE BLANKET
FCU FAN COIL UNIT
FD FLOOR DRAIN
FDTN FOUNDATION
FDVC FIRE DEPARTMENT VALVE CABINET
FE FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER CABINET
FG FOOT GRILLE
FIN FLRFINISH FLOOR
FIN GR FINISH GRADE
FH FLAT HEAD
FHC FIRE HOSE CABINET
FIN FINISH
FLL FLOW LINE
FLASH FLASHING
FLR FLOOR
FLUOR FLUORESCENT
FMT FLOOR MAT
FOF FACE OF ___
FOC FACE OF CONCRETE
FWP FABRIC (WRAPPED) PANEL
FPL FIREPLACE
FDPS FOLD-DOWN PURSE SHELF
FR FRAME
FGRP FIBERGLASS REINFORCED PANEL
FRTP FIRE RETARDANT TREATED PLYWOOD
FRTW FIRE RETARDANT TREATED WOOD
FSS FOLDING SHOWER SEAT
FT FEET (FOOT)
FTD FACIAL TISSUE DISPENSER
FTG FOOTING
FURG FURRING
FURN FURNITURE
FUT FUTURE
FV FLEXIBLE VINYL

G ____________________________________________

G GROUND
GA GAGE
GALV GALVANIZED
GB GRAB BAR
GRD GROUND
GF GLAZING FILM
GFRC GLASS-FIBER REINFORCED CONCRETE
GRG GLASS-REINFORCED GYPSUM
GL GLASS
GLU LAM GLUE LAMINATED WOOD
GR GRADE
GRTG GRATING
GSB GYPSUM SHEATHING BOARD
GT GROUT
GYM GYMNASIUM
GYP BD GYPSUM BOARD
GYP GYPSUM
GYP PLAS GYPSUM PLASTER

H ____________________________________________

H HIGH/HEIGHT
HB HOSE BIBB
HCWD HOLLOW CORE WOOD DOOR
HDW HARDWARE
HDWD HARDWOOD
HDWL HEADWALL
HM HOLLOW METAL
HSKPG HOUSEKEEPING
HCP HANDICAP
HORIZ HORIZONTAL
HPT HIGH POINT
HR HAND RAIL
HT HEIGHT
HVAC HEATING, VENTILATING AND AIR CONDITIONING

I ____________________________________________

ID INSIDE DIAMETER
IN INCH
INFO INFORMATION
INSUL INSULATION
INT INTERIOR
IP IN PATIENT
ISO ISOLATION
IVT IV TRACK

J ____________________________________________

JAN JANITOR
JAN CLO JANITOR CLOSET
JST JOIST
JT JOINT

K ____________________________________________
KIT KITCHEN
KOP KNOCK OUT PANEL

L ____________________________________________

LAB LABORATORY
LAM LAMINATE
LAV LAVATORY
LBR LUMBER
LL LEAD LINED
LIB LIBRARY
LKR LOCKER
LKR RMLOCKER ROOM
LLH LONG LEG HORIZONTAL
LLV LONG LED VERTICAL
LOC LOCATION
LPT LOW POINT
LT LIGHT
LVR LOUVER

M ____________________________________________

M MAGNETIC SHIELDING
MACH MACHINE
MAIN MAINTENANCE
MATL MATERIAL
MAX MAXIMUM
MBD MARKER BOARD
MBH MOP/BROOM HOLDER
MC MEDICINE CABINET
MECH MECHANICAL
MEMB MEMBRANE
MEZZ MEZZANINE
MFR MANUFACTURER
MH MOP HOLDER
MHO MAGNETIC HOLD OPEN
MIN MINIMUM
MIN MINUTE
MISC MISCELLANEOUS
MO MASONRY OPENING
MOD BIT MODIFIED BITUMEN
MP MOVEABLE PARTITION
MR MIRROR
MS MASONRY
MTD MOUNTED
MTL METAL
MU MIRROR UNIT
MULL MULLION
MWP MEMBRANE WATERPROOFING

N ____________________________________________

N NORTH
NA NOT APPLICABLE
NEG NEGATIVE
NIC NOT IN CONTRACT
NO NUMBER
NOM NOMINAL
NTS NOT TO SCALE
NUT NUTRITION

O ____________________________________________

O/O OUT-TO-OUT
OA OVER ALL
OC ON CENTER
OD OUTSIDE DIAMETER
OFF OFFICE
OF/CI OWNER FURNISHED/CONTRACTOR INSTALLED
OF/OI OWNER FURNISHED/OWNER INSTALLED
O/HD OVER HEAD
OH DR OVERHEAD DOOR
OPH OPPOSITE HAND
OPNG OPENING
OPP OPPOSITE
OPR OPERABLE
ORD OVERFLOW ROOF DRAIN
OZ OUNCE

P ____________________________________________

P PAINT
PCC PRECAST CONCRETE
PERF PERFORATED
PLBG PLUMBING
PHAR PHARMACY
PLAM PLASTIC LAMINATE
PLAS PLASTER
PLYWD PLYWOOD
PM PAINT/MATCH EXISTING
PNL PANEL/ PANELING
PTN PARTITION
POL POLISHED
PORT PORTABLE
POS POSITIVE
PP PUSH-PLATE
PR PAIR
PRCST PRECAST
PREFAB PREFABRICATED
PRKG PARKING
PROJ PROJECT
PROP PROPERTY
PS PROJECTION SCREEN
PSQF PER SQUARE FOOT
PSQI PER SQUARE INCH
PT PORCELAIN TILE
PTD PAPER TOWER DISPENSER
PT/WR PAPER TOWEL DISPENSER/WASTE RECEPTACLE
PTS PNEUMATIC TUBE STATION
PVC POLYVINYL CHLORIDE
PVG PAVING

Q ____________________________________________

QT QUARRY TILE
QTR QUARTER

R ____________________________________________

R= RADIUS
R RISER
R-# R-VALUE
RA RESILIENT ACCESSORIES
RAG RETURN AIR GRILLE
RB RESILIENT BASE
RCP REFLECTED CEILING PLAN
RCPTN RECEPTION
RD ROOF DRAIN
RE REFER TO
REC RECESSED
REF REFRIGERATOR OR REFERENCE
REGIN REGISTRATION
REING REINFORCING
REQD REQUIRED
REQ'S REQUIREMENTS
RES RESINOUS FLOORING
RESIL RESILIENT
REV REVISION
RF RUBBER FLOORING
RSF RESILEINT SHEET FLOORING (CHEMICAL SEAMS)
RESW RESINOUS EPOXY WALL COATING
RFG ROOFING
RFS ROOM FINISH SCHEDULE
RB HK ROBE HOOK
RM ROOM
RND ROUND
RO ROUGH OPENING
RR RUB RAIL
RST RUB STRIP
RTU ROOF TOP UNIT
RVL REVEAL
RVS RIGID VINYL SHEET

S ____________________________________________

S SOLID SURFACE
SO SOUTH
SAB SOUND ATTENUATION BLANKET
SAG SUPPLY AIR GRILLE
SAN SANITARY
SB SPLASH BLOCK
SBSTR SUBSTRATE
SC SPECIAL COATING (HIGH BUILD GLAZED COATING)
SCD SEAT COVER DISPENSER
SCR SHOWER CURTAIN ROD
SCHED SCHEDULE
SCWD SOLID CORE WOOD DOOR
SD SOAP DISPENSER
SECT SECTION
SF SQUARE FEET
SFRM SPRAYED FIRE RESISTIVE MATERIAL
SHV SHELF/ SHELVING
SHR SHOWER
SHT SHEET
SHTHG SHEATHING
SLNT SEALANT
SIM SIMILAR
SML SOLID MATERIAL
SNDU SANITARY NAPKIN DISPOSAL UNIT
SP STAND PIPE
SPEC SPECIFICATION
SPTB SPECIMEN PASS-THROUGH BOX
SPTC SPECIMEN PASS-THROUGH CABINET
SQ SQUARE
SS STAINLESS STEEL
SSM SOLID SURFACE MATERIAL
ST STONE (CAST)
STN STONE (NATURAL)
STC SOUND TRANSMISSION CLASS
STD STANDARD
STL STEEL
STOR STORAGE
STRUCT STRUCTURAL
SUSP SUSPENDED
SVT SOLID VINYL TILE
SYMM SYMMETRICAL

CONCRETE MASONRY UNIT

BASE COURSE

X

X
X

xxxx OPENING  NUMBER

1'-6"

1'-0"

T ____________________________________________

T TREAD
T&B TOP AND BOTTOM
T&G TONGUE AND GROOVE
TWB TOWEL BAR
TKB TACKBOARD
TKS       TACK SURFACE
TD TOWEL DISPENSER
TEL TELEPHONE
TEMP TEMPORARY
TH THICK
THK THICKNESS
THRU THROUGH
TLT TOILET
TMPD TEMPERED
TO_ TOP OF ___
TOC TOP OF CURB/TOP OF CONCRETE
TOM TOP OF MASONRY
TOP TOP OF PAVEMENT/TOP OF PARAPET
TOS TOP OF STEEL
TOW TOP OF WALL
TP TOILET PARTITION
TPIN TOWEL PIN
TRG TOWEL RING
TR TOWEL RACK
TRTD TREATED
TS- TUBE STEEL (SIZE)
TSH TOWEL SHELF
TPD TOILET PAPER DISPENSER
TV TELEVISION
TYP TYPICAL
TER TERRAZZO

U ____________________________________________

UC UNDER CUT
UCL UNDER-CABINET LIGHT
UCR UNDER-COUNTER REFRIGERATOR
UH UNIT HEATER
UL UNDERWRITERS LABORATORY
UNFIN UNFINISHED
UNEX UNEXCAVATED
UON UNLESS OTHERWISE NOTED
UR URINAL
US URINAL SCREEN
UTS UTILITY SHELF

V ____________________________________________

VAR VARIES
VB VIEW BOX
VCT VINYL COMPOSITION TILE
VLR VENTILATOR
VERT VERTICAL
VEST VESTIBULE
VIF VERIFY IN FIELD
VND VENDOR
VP VENEER PLASTER
VPB VENEER PLASTER BASE
VSF VINYL SHEET FLOORING
VTR VENT THROUGH ROOF
VWC VINYL WALL COVERING

W ____________________________________________

W WEST
WID WIDTH
W/(O) WITH/(OUT)
WAD WARM-AIR-DRYER
WB WOOD BASE
WBL WOOD BLOCKING
WC WALL COVERING
WD WOOD
WDC WOOD CHAIR RAIL
WDP WOOD PANELING
WDS         WOOD SIDING
WDT WOOD TRIM
WF WOOD FLOORING
WG WALL GUARD
WT WEIGHT
WDW WINDOW
WP WALL PROTECTION
WPT WORKING POINT
WRL WASTE RECEPTICAL
WS WOOD STAIN
WSCT WAINSCOT
WTT WINDOW TREATMENT
WH WATER HEATER
WSF WELDED SHEET FLOORING
WWF WELDED WIRE FABRIC

Y ____________________________________________

YDR YARD DRAIN
YH YARD HYDRANT

FIRE EXTINGUISHER CABINETFEC

MOTORIZED ROLLER WINDOW SHADE

ROLLER WINDOW SHADE

MOTOR

SHADE

9.   PARTITION CENTERED ON CURTAINWALL MULLIONS WILL NOT  BE
DIMENSIONED ON PLANS, BUT WILL BE DRAWN ACCORDINGLY:

PARTITION

CURTAINWALL SYSTEM

CURTAINWALL MULLION CENTER LINE

1 HOUR FIRE RATED / SMOKE BARRIER (EXISTING)

1 HOUR FIRE RATED (EXISTING)

2 HOUR FIRE RATED (EXISTING)

LIMIT TRANSFER OF SMOKE (EXISTING)

SMOKE BARRIER (EXISTING)

2 HOUR FIRE RATED / SMOKE BARRIER (EXISTING)

FLOOR DRAINFD
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F
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6
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 8
"

FEC

EQUIPMENT MOUNTING LOCATIONS

SPECIALTY MOUNTING LOCATIONS

TOILET ACCESSORY MOUNTING LOCATIONS

LAV/ SINK AND
MIRROR

E
L
E

V
A

T
IO

N
P

L
A

N

DIMENSIONS SHOWN APPLY TO SPECIFIC MODELS ONLY. ADJUST DIMENSIONS AS REQUIRED FOR OTHER MODELS AND/OR MANUFACTURERS.

CH

OF DOOR
WHERE
APPLICABLE

   FROM CORNER

WHERE APPLICABLE

PTD

DCS

MR1

FEC

COAT HOOK

PAPER

TOWEL DISPENSER

DIAPER
CHANGING
STATION MIRROR MR1

FIRE

EXTINGUISHER CABINET

WALL BRACKET, CFCI

TV

TV (OVER 4" DEEP)
SEE D6/AE-702 FOR
BLOCKING DETAIL

DCS

FACE OF PARTITION

5
'-
6
"

6"

1'-3" U.N.O.

SPECIALTY MOUNTING LOCATIONS

CORNER GUARD

TOILET ACCESSORY MOUNTING LOCATIONS

DIMENSIONS SHOWN APPLY TO SPECIFIC MODELS ONLY. ADJUST DIMENSIONS AS REQUIRED FOR OTHER MODELS AND/OR MANUFACTURERS.

E
L
E

V
A

T
IO

N
P

L
A

N

GB-36

GB-42 (OTHER
LENGTH WHEN
SCHEDULED)

TPD
FRONT OF
WATER
CLOSET

GRAB BARS / TOILET TISSUE DISPENSER
(TYPICAL PUBLIC TOILET)

1'-6"

2
'-
4
"

1'-0"

1'-6"

PLAN SYMBOL, SEE AE-001 FOR
ADDITIONAL INFORMATION AND
SEE C1/AE002 FOR TYP
INSTALLATION INSTRUCTIONS

MIRROR / LIGHT
FIXTURE

3
' -

 0
"

3
' -

 4
"

1' - 6"

MR3

5
' -

 0
"

1
' -

 0
"

MIRROR MR3

7" MIN - 9" MAX

GB-18 (OTHER
LENGTH WHEN
SCHEDULED)

3
'-
3
"

MTL BACKING PLATE

CLOCK

CG

LAV/ SINK AND
MIRROR

MIRROR MR2

MR2

3
'-
0
"

6
"

2
'-
1
0
"

4
'-
0
"

MORE THAN ONE, UNO.

 
1'-0" APART WHERE 

4
'-
0
"

CLOCK PATIENT ROOM TELEVISION

3
'-
0
"

SANITARY
NAPKIN
DISPENSER

SANITARY

NAPKIN DISPENSER

GB-42F

GB-42F

INTEGRAL
TOILET
PAPER
HOLDER

2
'-
4
"

3'-6"

1'-6"

3'-0"

1'-0"EQ EQ

PEGBOARD (PB 4896)

7
'-
0
"

4
'-
0
"

8'-0"

8
'-
0
"

TELEMETRY
MONITOR

1'-6"

HAND RAIL/CRASH RAIL/WALL GUARD
 INTERRUPTION GUIDELINES

1" 1"

P
L
A

N
E

L
E

V
A

T
IO

N

HR/CR/WG

F1

AE002

PEGBOARD (PB 4896)

7
'-
0
"

8'-0"

P
L
A

N

E
L
E

V
A

T
IO

N

MARKERBOARD

MB 3648 (TYPE+HEIGHT+WIDTH)

3
'-
0
"

EDGE OF ADJACENT
DOOR FRAME, WHERE
APPLICABLE, UNO

1'-0"

SND

SANITARY

NAPKIN DISPOSAL

WHERE APPLICABLE
3" FROM GRAB BAR

2
'-
2
"

3
'-
4
"

SD

SOAP DISPENSER

WALL SHELF

5
'-
0
" 

U
N

O

12" DEEP STAINLESS
STEEL WALL SHELF

GRAB BARS / TOILET TISSUE DISPENSER
(TYPICAL PATIENT TOILET)

BED PAN
WASHER

2 1/4"

5
'-
4
"

5"

MTL BACKING PLATE

SCHEDULED BASE

WALL GUARD

CRASH RAIL

HAND RAIL

DOOR AS SCHEDULED

HOOK FOR
PATIENT LIFT

SLING

5
'-
6
"

3
'-
4
"

HAND SANITIZER

HAND SANITIZER

MOP/BROOM HOLDER

6
'-
0
"

3
'-
4
"

PATIENT ROOM 12" DEEP
STAINLESS STEEL WALL

SHELF

PATIENT ROOM WALL
SHELF

EXCEPT AT
MODULAR
FOOTWALL
SYSTEM

ADJACENT PARTITION. WHERE OCCURS

ADJACENT PARTITION. WHERE OCCURS

WALL BRACKET, CFCI

TV

TV (OVER 4" DEEP)
SEE D6/AE-702 FOR
BLOCKING DETAIL

MTL BACKING PLATE

FAMILY LOUNGE TELEVISION

4
'-
6
"

FINISH FLOOR

SCHEDULED WALL BASE

SCHEDULED PARTITION

FACE OF GYP BD

STEEL STUD BACKING PLATE

RIGID VINYL WALL GUARD
FASTENER PER
MANUFACTURERS
INSTRUCTIONS

RIGID VINYL COVER

ALUMINUM RETAINER

3
'-
0
"

1 1/2"

3
 1

/8
"

1
'-
2
"

6
 1

/4
"

7
 3

/4
"

3
 1

/8
"

5/8" GWB, TYP

SURFACE MOUNTED
STAINLESS STEEL
CORNER GUARD

STL STUD - PER
SCHEDULED
PARTITION TYPE

3"

SEALANT

SEALANT

DRYWALL J-TRIM

DRYWALL J-TRIM

IF THIS DIMENSION IS 24" OR LESS,
MOVE DEVICES INTO ALIGNMENT

PRIOR APPROVAL OF THE ARCHITECT SHALL BE REMOVED, AND INSTALLED IN AN ACCEPTABLE MANNER AT NO ADDITIONAL EXPENSE TO
THE ARCHITECT.  WHEN IN DOUBT, CHECK WITH THE ARCHITECT PRIOR TO ROUGHING-IN.  DEVIATIONS FROM THIS STANDARD, WITHOUT
IN THE SAME LOCATION, THEY SHALL BE MOUNTED IN AN ARRANGEMENT AS SHOWN ABOVE, OR IN AN ARRANGEMENT ACCEPTABLE TO
AND ALSO SHALL CONFORM TO THE SPECIFIC REQUIREMENTS SHOWN ABOVE.  WHEN DEVICES BY DIFFERENT TRADES ARE INSTALLED
THIS DIAGRAM APPLIES TO DEVICES IN ALL FINISHED AREAS.  THE LOCATION OF DEVICES SHOWN ON FLOOR PLANS IS APPROXIMATE,

THE OWNER.

ALIGN DEVICES ON CENTERLINES

DUPLEX RECEPTACLE,
COMMUNICATION
OUTLET ETC. (TYPICAL)

LT. SWITCH (TYPICAL)

THERMOSTAT (TYPICAL)

EDGE OF COLUMN OR
DOOR JAMB, OR WALL

VISUAL ALARM

EXIT

A
L
IG

N

DOOR AND

EXIT SIGN

WALL DEVICE MOUNTING LOCATIONS

DUPLEX RECEPTACLE,
COMMUNICATION OUTLET
ETC. (AT COUNTERTOP
LOCATIONS)

ETC. (TYPICAL)
COMMUNICATION OUTLET
DUPLEX RECEPTACLE,

LT. SWITCH (TYPICAL)

THERMOSTAT (TYPICAL)

VISUAL ALARM

(AT COUNTERTOP LOCATIONS)
COMMUNICATION OUTLET ETC.
DUPLEX RECEPTACLE,

8
" 

A
B

O
V

E
 C

O
U

N
T

E
R

CENTERLINE OF DEVICES

COUNTER

6" UNO.

7
'-
6
"

4
'-
6
"

4
'-
0
"

1
'-
6
"

EQ EQ

MED. GAS (TYPICAL)
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 3" = 1'-0"
F1

SECTION - HAND RAIL / CRASH RAIL / WALL GUARD

 3" = 1'-0"
C1

TYPICAL FLUSH MOUNTED CORNER GUARD AT GYP BD
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ROOF PLAN GENERAL NOTES

EXPANSION JOINT SUBSCRIPT LEGEND
A - FLOOR TO FLOOR
B - FLOOR TO WALL
C - WALL TO WALL
D - CEILING TO CEILING
E - CEILING TO WALL

SEE AE701 FOR TYPICAL DETAILS

FLOOR PLAN GENERAL NOTES

A. NOT ALL KEYED NOTES USED ON EACH SHEET

B.  ADDITIONAL GC WORK ON AQ SHEETS

C.  CONTRACTOR TO FIELD VERIFY EXISTING FINISH FLOOR
ELEVATIONS.  ELEVATIONS NOTED ON DRAWINGS ARE
APPROXIMATE.  NEW FINISH FLOOR ELEVATIONS SHOULD MATCH
EXISTING.

D. ALL TOILET ROOMS WITH FLOOR DRAINS TO HAVE 1" SLAB
DEPRESSION PER STRUCTURAL DETAIL AND PER OUTLINE.
SLOPE TOPPING TO DRAIN.  EDGE OF FILLED SLAB TO MATCH
ADJACENT.
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 3/32" = 1'-0"
F1

INTERSTITIAL MECHANICAL LEVEL PLAN

KEYED NOTES - PLAN
1 CRYOGEN RELIEF. SEE MECHANICAL

2 ALIGN

3 NOT USED

4 MECHANICAL SHAFT ABOVE

5 NEW MECHANICAL UNIT (SEE MECH)

7 WINDOW FILM TO 7'-0" AFF

9 2 HR FIRE RATED SHAFTWALL

10 EXPANSION JOINT

11 BORROWLITE ABOVE.  SEE KEYED
DETAILS A3,A4/AE611

12 INFILL EXISTING WINDOW OPENING

13 CONCRETE SLAB ON GRADE

14 INTEGRAL BLIND UNIT MOUNTED TO
INTERIOR OF CURTAIN WALL

15 EXISTING GALVANIZED STEEL GRATING
TO REMAIN

16 APPLY GYP. BD. TO EXISTING FRAMING

17 EXTEND EXISTING KICKER STRUCTURE
TO PERPENDICULAR WALL

18 STEEL GRATING

19 LIMIT OF DEPRESSED STRUCTURAL SLAB

20 EXISTING TO REMAIN

21 PATCH EXISTING GYP BD AT AREA OF
PARTITION DEMOLITION

22 PROTECT EXISTING ROOFING SYSTEM

23 MRI FENCE

24 DEPRESSED SLAB PER STRUCTURAL,
FOR GROUT FILL SLOPE TO FLOOR DRAIN

25 AREA OF DEPRESSED SLAB.  INFILL
DEPRESSED SLAB WITH NON-SHRINKING
SELF-LEVELING OVERLAYMENT,
SEPARATED FROM STRUCTURAL SLAB BY
FORMBREAK MATERIAL.  PROVIDE
ISOLATION JOINT AT EDGES.  INFILL OF
DEPRESSED AREA SHOULD PROVIDE A
HARD, LEVEL WEAR SURFACE TO MATCH
LEVEL AND FINISH OF SURROUNDING
SLAB

26 FLOAT FLOOR AS NECESSARY TO SLOPE
FLOOR TO DRAIN

PLAN

 3/32" = 1'-0"
C7

PARTIAL FIRST FLOOR PLAN

No. Date Revisions

1 1/14/15 Amendment #4
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CONTRACT LIMIT LINE

A.      ELEVATIONS SHOWN ARE TOP OF INSULATION.
B. SEAL ALL SLAB PENETRATIONS AT EQUIPMENT TO BE RELOCATED.
C. ALL ROOFING WORK THAT DISTURBS EXISTING ROOF (PATCHES/TYEING

INTO EXISTING) SHALL MAINTAIN WARRANTY OF EXISTING ROOF

ROOF PLAN GENERAL NOTES

EXPANSION JOINT SUBSCRIPT LEGEND
A - FLOOR TO FLOOR
B - FLOOR TO WALL
C - WALL TO WALL
D - CEILING TO CEILING
E - CEILING TO WALL

SEE AE701 FOR TYPICAL DETAILS

FLOOR PLAN GENERAL NOTES

A. NOT ALL KEYED NOTES USED ON EACH SHEET

B.  ADDITIONAL GC WORK ON AQ SHEETS

C.  CONTRACTOR TO FIELD VERIFY EXISTING FINISH FLOOR
ELEVATIONS.  ELEVATIONS NOTED ON DRAWINGS ARE
APPROXIMATE.  NEW FINISH FLOOR ELEVATIONS SHOULD
MATCH EXISTING.

D. ALL TOILET ROOMS WITH FLOOR DRAINS TO HAVE 1" SLAB
DEPRESSION PER STRUCTURAL DETAIL AND PER OUTLINE.
SLOPE TOPPING TO DRAIN.  EDGE OF FILLED SLAB TO MATCH
ADJACENT.

E. AT ALL RATED PARTITIONS TERMINATING AT EXTERIOR
WALLS, RATED ASSEMBLY SHALL BE CONTINUOUS TO BACK
FACE OF EXTERIOR SHEATHING
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 3/32" = 1'-0"
F1

INTERSTITIAL MECHANICAL LEVEL PLAN

KEYED NOTES - PLAN
1 CRYOGEN RELIEF. SEE MECHANICAL

2 ALIGN

3 NOT USED

4 MECHANICAL SHAFT ABOVE

5 NEW MECHANICAL UNIT (SEE MECH)

7 WINDOW FILM TO 7'-0" AFF

9 2 HR FIRE RATED SHAFTWALL

10 EXPANSION JOINT

11 BORROWLITE ABOVE.  SEE KEYED
DETAILS A3,A4/AE611

12 INFILL EXISTING WINDOW OPENING

13 CONCRETE SLAB ON GRADE

14 INTEGRAL BLIND UNIT MOUNTED TO
INTERIOR OF CURTAIN WALL

15 EXISTING GALVANIZED STEEL GRATING
TO REMAIN

16 APPLY GYP. BD. TO EXISTING FRAMING

17 EXTEND EXISTING KICKER STRUCTURE
TO PERPENDICULAR WALL

18 STEEL GRATING

19 LIMIT OF DEPRESSED STRUCTURAL SLAB

20 EXISTING TO REMAIN

22 PROTECT EXISTING ROOFING SYSTEM

24 DEPRESSED SLAB PER STRUCTURAL,
FOR GROUT FILL SLOPE TO FLOOR DRAIN

25 AREA OF DEPRESSED SLAB.  INFILL
DEPRESSED SLAB WITH NON-SHRINKING
SELF-LEVELING OVERLAYMENT,
SEPARATED FROM STRUCTURAL SLAB BY
FORMBREAK MATERIAL.  PROVIDE
ISOLATION JOINT AT EDGES.  INFILL OF
DEPRESSED AREA SHOULD PROVIDE A
HARD, LEVEL WEAR SURFACE TO MATCH
LEVEL AND FINISH OF SURROUNDING
SLAB

26 FLOAT FLOOR AS NECESSARY TO SLOPE
FLOOR TO DRAIN

27 TOILET ROOM ELIMINATED IN BID ITEM VI,
DEDUCT ALTERNATE 5

28 OPEN TO BELOW

29 FACE OF EXTERIOR WALL ABOVE

30 EXISTING EXTERIOR WALL TO REMAIN

PLAN

 3/32" = 1'-0"
C7

PARTIAL FIRST FLOOR PLAN

No. Date Revisions

1 1/14/15 Amendment #4
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BUILDING 1

KEY PLAN - NOT TO SCALE

EXPANSION JOINT SUBSCRIPT LEGEND
A - FLOOR TO FLOOR
B - FLOOR TO WALL
C - WALL TO WALL
D - CEILING TO CEILING
E - CEILING TO WALL

SEE AE701 FOR TYPICAL DETAILS

FLOOR PLAN GENERAL NOTES

A. NOT ALL KEYED NOTES USED ON EACH SHEET

B.  ADDITIONAL GC WORK ON AQ SHEETS

C.  CONTRACTOR TO FIELD VERIFY EXISTING FINISH FLOOR
ELEVATIONS.  ELEVATIONS NOTED ON DRAWINGS ARE
APPROXIMATE.  NEW FINISH FLOOR ELEVATIONS SHOULD MATCH
EXISTING.

D. ALL TOILET ROOMS WITH FLOOR DRAINS TO HAVE 1" SLAB
DEPRESSION PER STRUCTURAL DETAIL AND PER OUTLINE.
SLOPE TOPPING TO DRAIN.  EDGE OF FILLED SLAB TO MATCH
ADJACENT.
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 3/32" = 1'-0"F3 THIRD FLOOR - ICU

KEYED NOTES - PLAN
1 CRYOGEN RELIEF. SEE MECHANICAL
2 ALIGN
3 NOT USED
4 MECHANICAL SHAFT ABOVE
5 NEW MECHANICAL UNIT (SEE MECH)
7 WINDOW FILM TO 7'-0" AFF
9 2 HR FIRE RATED SHAFTWALL
10 EXPANSION JOINT
11 BORROWLITE ABOVE.  SEE KEYED

DETAILS A3,A4/AE611
12 INFILL EXISTING WINDOW OPENING
13 CONCRETE SLAB ON GRADE
14 INTEGRAL BLIND UNIT MOUNTED TO

INTERIOR OF CURTAIN WALL
15 EXISTING GALVANIZED STEEL GRATING

TO REMAIN
16 APPLY GYP. BD. TO EXISTING FRAMING
17 EXTEND EXISTING KICKER STRUCTURE

TO PERPENDICULAR WALL
18 STEEL GRATING
19 LIMIT OF DEPRESSED STRUCTURAL SLAB
20 EXISTING TO REMAIN
21 PATCH EXISTING GYP BD AT AREA OF

PARTITION DEMOLITION
22 PROTECT EXISTING ROOFING SYSTEM
23 MRI FENCE
24 DEPRESSED SLAB PER STRUCTURAL,

FOR GROUT FILL SLOPE TO FLOOR DRAIN
25 AREA OF DEPRESSED SLAB.  INFILL

DEPRESSED SLAB WITH NON-SHRINKING
SELF-LEVELING OVERLAYMENT,
SEPARATED FROM STRUCTURAL SLAB BY
FORMBREAK MATERIAL.  PROVIDE
ISOLATION JOINT AT EDGES.  INFILL OF
DEPRESSED AREA SHOULD PROVIDE A
HARD, LEVEL WEAR SURFACE TO MATCH
LEVEL AND FINISH OF SURROUNDING
SLAB

26 FLOAT FLOOR AS NECESSARY TO SLOPE
FLOOR TO DRAIN

PLAN
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A - FLOOR TO FLOOR
B - FLOOR TO WALL
C - WALL TO WALL
D - CEILING TO CEILING
E - CEILING TO WALL

SEE AE701 FOR TYPICAL DETAILS

FLOOR PLAN GENERAL NOTES

A. NOT ALL KEYED NOTES USED ON EACH SHEET

B.  ADDITIONAL GC WORK ON AQ SHEETS

C.  CONTRACTOR TO FIELD VERIFY EXISTING FINISH FLOOR
ELEVATIONS.  ELEVATIONS NOTED ON DRAWINGS ARE
APPROXIMATE.  NEW FINISH FLOOR ELEVATIONS SHOULD
MATCH EXISTING.

D. ALL TOILET ROOMS WITH FLOOR DRAINS TO HAVE 1" SLAB
DEPRESSION PER STRUCTURAL DETAIL AND PER OUTLINE.
SLOPE TOPPING TO DRAIN.  EDGE OF FILLED SLAB TO MATCH
ADJACENT.

E. AT ALL RATED PARTITIONS TERMINATING AT EXTERIOR
WALLS, RATED ASSEMBLY SHALL BE CONTINUOUS TO BACK
FACE OF EXTERIOR SHEATHING
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THIRD FLOOR ICU PLAN - DEDUCT ALTERNATES
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22ew Approver

 3/32" = 1'-0"
F3

THIRD FLOOR - ICU

KEYED NOTES - PLAN
1 CRYOGEN RELIEF. SEE MECHANICAL

2 ALIGN

3 NOT USED

4 MECHANICAL SHAFT ABOVE

5 NEW MECHANICAL UNIT (SEE MECH)

7 WINDOW FILM TO 7'-0" AFF

9 2 HR FIRE RATED SHAFTWALL

10 EXPANSION JOINT

11 BORROWLITE ABOVE.  SEE KEYED
DETAILS A3,A4/AE611

12 INFILL EXISTING WINDOW OPENING

13 CONCRETE SLAB ON GRADE

14 INTEGRAL BLIND UNIT MOUNTED TO
INTERIOR OF CURTAIN WALL

15 EXISTING GALVANIZED STEEL GRATING
TO REMAIN

16 APPLY GYP. BD. TO EXISTING FRAMING

17 EXTEND EXISTING KICKER STRUCTURE
TO PERPENDICULAR WALL

18 STEEL GRATING

19 LIMIT OF DEPRESSED STRUCTURAL SLAB

20 EXISTING TO REMAIN

22 PROTECT EXISTING ROOFING SYSTEM

24 DEPRESSED SLAB PER STRUCTURAL,
FOR GROUT FILL SLOPE TO FLOOR DRAIN

25 AREA OF DEPRESSED SLAB.  INFILL
DEPRESSED SLAB WITH NON-SHRINKING
SELF-LEVELING OVERLAYMENT,
SEPARATED FROM STRUCTURAL SLAB BY
FORMBREAK MATERIAL.  PROVIDE
ISOLATION JOINT AT EDGES.  INFILL OF
DEPRESSED AREA SHOULD PROVIDE A
HARD, LEVEL WEAR SURFACE TO MATCH
LEVEL AND FINISH OF SURROUNDING
SLAB

26 FLOAT FLOOR AS NECESSARY TO SLOPE
FLOOR TO DRAIN

27 TOILET ROOM ELIMINATED IN BID ITEM VI,
DEDUCT ALTERNATE 5

28 OPEN TO BELOW

29 FACE OF EXTERIOR WALL ABOVE

30 EXISTING EXTERIOR WALL TO REMAIN
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A.      ELEVATIONS SHOWN ARE TOP OF INSULATION.
B. SEAL ALL SLAB PENETRATIONS AT EQUIPMENT TO BE RELOCATED.
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KEYED NOTES - EXTERIOR ELEVATIONS
2 FACE BRICK TO MATCH MRI / OR ADDITION
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 3/32" = 1'-0"C1 BUILDING SECTION LOOKING EAST

 3/32" = 1'-0"F1 BUILDING SECTION THROUGH LIGHT WELL (OVER SURGERY ADDITION LOOKING NORTH)
 3/32" = 1'-0"F5 BUILDING SECTION OVER MRI ADDITION

KEYED NOTES - EXTERIOR ELEVATIONS
1 RELOCATE CRYOGEN VENT
2 FACE BRICK TO MATCH MRI / OR ADDITION
3 LIMESTONE TO MATCH MRI / OR ADDITION
4 ALUMINUM GLASS CURTAINWALL SYSTEM
5 SPANDREL GLASS PANEL
6 EXISTING CONSTRUCTION TO REMAIN
7 BRICK EXPANSION JOINT
8 STAINLESS STEEL COPING
10 LOUVER -- SEE MECHANICAL
11 EXPANSION JOINT
12 LIMESTONE SILL
14 CONCRETE CURB
15 INTEGRAL BLINDS
16 ROOFING MEMBRANE / FLASHING
17 EXHAUST STACK
18 LOUVER BEYOND
19 FAN - SEE MECHANICAL
20 ALIGN
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 3/32" = 1'-0"
C1

BUILDING SECTION LOOKING EAST

 3/32" = 1'-0"
F1

BUILDING SECTION OVER SURGERY ADDITION LOOKING NORTH

KEYED NOTES - EXTERIOR ELEVATIONS
2 FACE BRICK TO MATCH MRI / OR ADDITION

3 LIMESTONE TO MATCH MRI / OR ADDITION

4 ALUMINUM GLASS CURTAINWALL SYSTEM

5 SPANDREL GLASS PANEL

6 EXISTING CONSTRUCTION TO REMAIN

7 BRICK EXPANSION JOINT

8 STAINLESS STEEL COPING

10 LOUVER -- SEE MECHANICAL

11 EXPANSION JOINT

12 LIMESTONE SILL

14 CONCRETE CURB

15 INTEGRAL BLINDS

16 ROOFING MEMBRANE / FLASHING

17 EXHAUST STACK

18 LOUVER BEYOND

19 FAN - SEE MECHANICAL

20 ALIGN

21 EDGE OF EXISTING PARAPET RETURN

22 FACE OF PARAPET BEYOND / EXTENT OF OPEN LIGHTWELL

23 EXISTING JOINTS IN LIMESTONE PARAPET CLADDING BEYOND, TYP.

24 EXISTING SLOPED ROOFING OVER KICKERS

25 NEW ROOFING TO MATCH EXISTING

26 PROTECT EXISTING LIMESTONE COPING TO REMAIN, TYP.

27 PATCH BRICK AND LIMESTONE WHERE REMOVED FOR COLUMN
INSTALLATION.  TOOTH NEW INTO EXISTING WITH MATERIAL NEW OR
SALVAGED EXISTING) TO MATCH EXISTING

28 COPING EXPANSION JOINT

1
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(SEE STRUCT DWGS)

1'
 - 

4"

5"

6 1/2"

1'-4" 10"
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PARTITION PER PLAN
(SEE PARTITION SCHED)

ICU ROOF
142' - 2 1/2"

EXISTING SFRM

EXISTING
SFRM
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FIRE SAFING

EXISTING REINF
CONCRETE SLAB

EXISTING 4"
STRUCTURAL
CLAY TILE

VE
R

IF
Y

1'
-4

 3
/8

"

WEEP
VENTS

SAWCUT REGLET INTO EXISTING
STRUCTURAL CLAY TILE JOINT &
SECURE SS THRU-WALL FLASHING w/
LEAD WEDGES & SEAL

DRAINAGE FILL
MATERIAL

WATER STOP

3RD FLOOR
126' - 5 1/4"

T S.9

CANT STRIP

COVER BOARD

PT WD BLKG

8"
 M

IN

1'
-4

"

REMOVE EXISTING FACE BRICK
& REPLACE AFTER INSTALLING
SS THRU-WALL FLASHING

TRANSITION MEMBRANE OVER EXISTING
SILL FLASHING (LAP SS THRU-WALL
FLASHING)

SS THRU-WALL FLASHING w/ FORMED
REGLET AT EXTERIOR FACE

SS EXPANSION JOINT COVER PER
SMACNA STANDARDS

REMOVE EXISTING ALUM
WINDOW SYSTEM

SECURE SS EXP JT COVER TO
REGLET w/ LEAD WEDGES & SEAL

VERIFY

10"

EXISTING 6"
STRUCTURAL CLAY
TILE

EXISTING BRICK
INFILL

REMOVE EXISTING
WINDOW STOOL

EXISTING 4"
STRUCTURAL CLAY
TILE

EXISTING THRU-
WALL FLASHING

BENT STL PLATE
(SEE STRUCT DWGS)

VAPOR BARRIER
& BATT INSULATION

FIRE SAFING

EXISTING REINF
CONCRETE SLAB

EXISTING 4"
STRUCTURAL
CLAY TILE

WEEP
VENTS

VE
R

IF
Y

2'
-0

"

COMPRESSION PAD
(BTWN INFILL BRICK &
UNDERSIDE OF EXISTING
STL RELIEF ANGLE)

SEALANT

CUT BRICK THIS COURSE TO
INFILL BELOW EXISTING
RELIEF ANGLE

2 
5/

8"

EXISTING WEEP
VENTS

EXISTING THRU-
WALL FLASHING

INFILL MASONRY
OPENING AT EXISTING
WINDOW w/ FACE BRICK
TO MATCH ADJACENT

INFILL MASONRY
OPENING TO MATCH
EXISTING

FINISH INFILL AT
EXISTING MASONRY
OPENING TO MATCH
ADJACENT

WATER STOP

10.2

MECH LEVEL
116' - 0"

MECHANICAL ROOM

FACE BRICK

EIFS SOFFIT ON STEEL
JOIST FRAMING

STL BEAM
(SEE STRUCT DWGS)

LIMESTONE
PANEL

LIMESTONE
BAND

SFRM

CFMF JOISTS
(SECURE TO STL TUBE
& LT GA MTL HANGERS )
(SEE STRUCT DWGS)

LIMESTONE
BAND

3/4 PT PLYWD

STL GRATE
(SEE STRUCT DWGS)

PROFILE OF
EXISTING PARAPET
TO BE REMOVED

BENT STL PLATE (T&B)
(SEE STRUCT DWGS)

JT
3/4"

4" LT GA MTL STUD HANGERS
(SECURE TO STRUCTURE)
(SEE STRUCT DWGS)

REMOVE EXISTING
WINDOW SYSTEM

10 1/4"

CLIP ANGLES
(SEE STRUCT DWGS)

1'
 - 

11
" +

/-

STL GRATE CLOSURE
(SEE STRUCT DWGS)

CLIP PLATES
(SEE STRUCT DWGS)

EXISTING
CONSTRUCTION
TO REMAIN

EXISTING BATT
INSULATION

EXISTING
STRUCTURE

FOR BULK OF
NOTES & DIMENSIONS
THIS AREA
SEE SECTION F8/AE300

VERIFY

4 1/4"

VERIFY

4 3/16"

3/
4"

SEALANT

2 
1/

2"

PAINT LINTEL WHERE
EXPOSED

INTERSTITIAL
MECH. LEVEL

116' - 0"

4.1

112' - 0"

PROFILE OF EXISTING
MASONRY CONSTRUCTION
TO BE REMOVED

EXISTING
CONC STRUCTURE
TO REMAIN

STL BEAM
(SEE STRUCT DWGS)

SFRM

EFS ON EXTERIOR SHEATHING

COMPRESSIBLE
EXTR SOFFIT
EXP JT COVER

CFMF JOIST
(SEE STRUCT DWGS)

EXISTING
CONSTRUCTION
TO REMAIN

VAPOR
BARRIER BATT INSULATION

TRANSITION MEMBRANE
AIB

LT GA MTL
FRAMING

CONT STL PLATE EXPANSION
JOINT COVER (FIXED ONE
SIDE OF JOINT ONLY)

BOTTOM OF SOFFIT

EXP JT

3"

FIRE
STOPPING

VERIFY

5"

REMOVE EXISTING
WINDOW SYSTEM

1'-3"

SUPPORT
CLIPS
(DESIGNED TO
ALLOW FOR
MOVEMENT) @
FIRE
STOPPING

3RD FLOOR
126' - 5 1/4"

3.6

ICU ROOF
142' - 2 1/2"

6"

1'-6"

.

SLOPE

1'-3 7/8"

(2) LAYERS 1/2"
TYPE "C" GYP BD

17
'-5

 3
/8

"

1'-0"

FACE BRICK

AIR SPACE

CAVITY INSULATION

6" CFMF
(SEE STRUCT DWGS)

(2) LAYERS 5/8"
TYPE "X" GYP BD

WATERSTOP

15
'-9

 1
/4

"

CONC CURB
(SEE STRUCT DWGS)

2 1/2" LT GA
MTL STUD
CRIBBING

EXP JT

3"

EXP JT

3"

6"

2 HR RATED
HEAD OF WALL
JOINT

1'-3"

(2) LAYERS
TYPE “X” GYP

4” LT GA MTL
FRAMING

SCHEDULED
CEILING

(3
 C

O
U

R
SE

S  
C

M
U

)

2'
-0

"

VENEER ANCHORS

BATT INSULATION

AIB

EXPANSION
JOINT
BEYOND

STL BEAM
(SEE STRUCT
DWGS)

STL PLATE
(SEE STRUCT
DWGS)

SFRM

STL BEAM
(SEE STRUCT
DWGS)

SFRM

SS THRU-WALL
FLASHING w/ REGLET
TERMINATION

SS EXPANSION JOINT
COVER PER SMACNA
STANDARD

4" CMU

6" CONC CURB
(SEE STRUCT  DWGS)

WATERSTOP

CANT STRIP

COVER
BOARD

TAPERED RIGID
INSULATION

PT WD BLKG

FIRE BLANKET

VAPOR BARRIER

1'-3"

TRANSITION MEMBRANE
(LAP & SEAL TO SS
FLASHING)

AIR BARRIER
(LAP & SEAL TO
TRANSITION MEMBRANE)

SS THRU-WALL
FLASHING

CAVITY
DRAINAGE
MATERIAL

TRANSITION MEMBRANE
(LAP & SEAL TO SS
FLASHING)

AIR BARRIER
(LAP & SEAL TO
TRANSITION MEMBRANE)

SS COPING
FLASHING

CANT STRIP
COVER BOARD
BUILT-UP ROOF1'

 - 
8"

4"

1'
-4

 1
/2

"

15
'-1

 3
/8

"

FILL WITH RIGID
INSULATION

3RD FLOOR
126' - 5 1/4"

T.5

ICU ROOF
142' - 2 1/2"

.

SLOPE

EXTERIOR SHEATHING

FACE BRICK

AIR SPACE

2" RIGID INSULATION6" CFMF
(SEE STRUCT DWGS)

6"

ALUM CURTAIN
WALL SYSTEM

AIB

SS MTL
COPING

SS THRU-WALL
FLASHING w/ REGLET
TERMINATION

6" CONC CURB
(SEE STRUCT
DWGS)

WATERSTOP

CANT STRIP

COVER BOARD

TAPERED RIGID
INSULATION

SFRM

CAVITY
DRAINAGE
MATERIAL

AIR BARRIER
(LAP & SEAL TO
TRANSITION MEMBRANE)

4"
9'

-1
"

3 5/8"4"

17
'-5

 3
/8

"

LIMESTONE SILL

2'
-1

0 
3/

4"

8"
 M

IN

1'
-4

"BUILT-UP ROOF

SS COUNTER-
FLASHING

TERMINATION BAR

8"

DIAGONAL BRACING
(SEE STRUCT DWGS)

1'-8"

5"

7/8"

M
O

5'
-1

 3
/4

"
8"

(1
 C

O
U

R
SE

)

2 
5/

8"

SCHEDULED CEILING

GYP BD
RETURN JT1/

4"

CONT GALV BENT STL
LATE & STL TUBE ASSEMBLY
(SEE STRUCT DWGS)

WEEP VENTS

CAVITY DRAINAGE
MATERIAL

SS THRU-WALL
FLASHING

JT1/
2"

5'
 - 

1"

STL BEAM
(SEE STRUCT
DWGS)

FACE BRICK

SS SILL FLASHINGSSM STOOL

PT WD BLKG

SUPPORT CLIP
@ CURTAIN WALL

8"
 M

IN

FOR BULK OF NOTES
THIS AREA SEE F8/AE303

PT WD BLKG

JT1/
4"
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10.2

MECH LEVEL
116' - 0"

MECHANICAL ROOM

FACE BRICK

EIFS SOFFIT ON STEEL
JOIST FRAMING

STL BEAM
(SEE STRUCT DWGS)

LIMESTONE
PANEL

LIMESTONE
BAND

SFRM

CFMF JOISTS
(SECURE TO STL TUBE
& LT GA MTL HANGERS )
(SEE STRUCT DWGS)

LIMESTONE
BAND

3/4 PT PLYWD

STL GRATE
(SEE STRUCT DWGS)

PROFILE OF
EXISTING PARAPET
TO BE REMOVED

BENT STL PLATE (T&B)
(SEE STRUCT DWGS)

JT
3/4"

4" LT GA MTL STUD HANGERS
(SECURE TO STRUCTURE)
(SEE STRUCT DWGS)

REMOVE EXISTING
WINDOW SYSTEM

10 1/4"

CLIP ANGLES
(SEE STRUCT DWGS)

1
' -

 1
1
" 

+
/-

STL GRATE CLOSURE
(SEE STRUCT DWGS)

CLIP PLATES
(SEE STRUCT DWGS)

EXISTING
CONSTRUCTION
TO REMAIN

EXISTING BATT
INSULATION

EXISTING
STRUCTURE

FOR BULK OF
NOTES & DIMENSIONS
THIS AREA
SEE SECTION F8/AE300

VERIFY

4 1/4"

VERIFY

4 3/16"

3
/4

"

SEALANT

2
 1

/2
"

PAINT LINTEL WHERE
EXPOSED

INTERSTITIAL
MECH. LEVEL

116' - 0"

4.1

112' - 0"

PROFILE OF EXISTING
MASONRY CONSTRUCTION
TO BE REMOVED

EXISTING
CONC STRUCTURE
TO REMAIN

STL BEAM
(SEE STRUCT DWGS)

SFRM

EFS ON EXTERIOR SHEATHING

1/2" COMPRESSIBLE FILLER

CFMF JOIST
(SEE STRUCT DWGS)

EXISTING
CONSTRUCTION
TO REMAIN

BATT INSULATION

TRANSITION MEMBRANE

AIB

LT GA MTL
FRAMING

BOTTOM OF SOFFIT

VERIFY

5"

REMOVE EXISTING
WINDOW SYSTEM

DOWELS, SEE STRUCT

SEALANT

INTERSTITIAL
MECH. LEVEL

116' - 0"

3RD FLOOR
126' - 5 1/4"

3.2

ICU ROOF
142' - 2 1/2"

3" EJ

TRIM EXISTING KICKERS
AND ROOFING BACK TO
NEW FRAMING, REATTACH
KICKERS TO NEW FRAMING,
SEE STRUCT

PAINT LINTEL
WHERE EXPOSED

EIFS SOFFIT ON STEEL
JOIST FRAMING

2
 1

/2
"

EJ

3"

SS EXPANSION FLASHING,
NRCA  MB(MC)-7

TERMINATION BAR

PATCH NEW ROOFING
INTO EXISTING

ROOFING TO MATCH
EXISTING

EXTERIOR SHEATHING

FACE BRICK

2" (TYP) CAVITY
INSULATION

BATT INSULATION
AIR SPACE

.

SLOPE

GEOTEXTILE
FABRIC

AIB 6" CFMF
(SEE STRUCT DWGS)

STEEL PLATE
(SEE STRUCT DWGS)

WEEP VENT

1' - 4"

COMPRESSIBLE EXERIOR
SOFFIT EXP JT COVER

COPING EXPANSION JOINT
BEYOND

CAVITY DRAINAGE
MATERIAL

GYPSUM SHEATHING

MASONRY
VENEER TIE

LIMESTONE
PANEL

1'-3 15/16"

EJ

3"

EXPANSION JOINT IN WALL
BEYOND

SS DRIP

THRU WALL FLASHING

COMPRESSIBLE FILLER

SEALANT

CONT CLEAT

6" BATT INSULATION

CUT STUDS AS REQUIRED FOR
STRUCTURAL WORK, RESUPPORT
TOP OF WALL STUDS

REMOVE LIMESTONE BAND ABOVE
LINE OF NEW SOFFIT AS NEEDED FOR
WORK. REINSTALL BAND IN-PLACE

STEEL HAUNCH, SEE
STRUCTURAL

GYP BD SHEATHING OVER WD BLOCKING

AIB, LAP OVER EXISTING AIB, CONTINUE
OVER BOTTOM FLANGE OF BEAM

TRANSITION FLASHING,
LAP AIB OVER FLASHING

SLOPED PARAPET BEYOND

EDGE OF COLUMN BEYOND

EXISTING STEEL BEAM

SIM

AE320

F3

TERMINATION BAR WITH
SEALANT LIP

121' - 11 1/4"

BOT LINTEL

CFMF JOIST
(SEE STRUCT DWGS)

EDGE OF GYP BD
RETURN BEYOND

BATT INSULATION

INTERSTITIAL
MECH. LEVEL

116' - 0"

3RD FLOOR
126' - 5 1/4"

3.2

ICU ROOF
142' - 2 1/2"

F8

AE301.4

AIB BATT
INSULATION

EXTR SHEATHING

FACE BRICK:  TO
MATCH OR AND MRI
ADDITIONS

SLIP CONNECTION
(SEE STRUCT DWGS)

AL/GL
CURTAINWALL
SYSTEM (7 1/4")

4
'-
8
"

J
T

1
/4

"

2X PT WD BLKG

SSM STOOL

TRANSITION MEMBRANE

AIB (LAP & SEAL TO
TRANSITION MEMBRANE)

8
"

BOT LINTEL

.

SLOPE

J
T

3
/8

"

143' - 5 7/8"

TOM

6"

4
"

7
'-
4
"

EXISTING
LIMESTONE BAND AND
LINTEL TO REMAIN

EXISTING BRICK VENEER
REMOVED IN THIS AREA.
SEE F6/AE303.4 FOR
BALANCE OF INFORMATION

STL TUBE
(SEE STRUCT DWGS)

6" CFMF
(SEE STRUCT DWGS)

SEE ENLARGED DETAIL
FOR BALANCE OF NOTES

SEALANT

EXISTING STL CHANNEL
BRACING TO REMAIN

1
0
 5

/8
"

(2
4
 C

O
U

R
S

E
S

)

5
'-
4
"

2
'-
8
"

8
'-
1
 3

/4
"

(M
A

S
O

N
R

Y
 O

P
N

G
)

2
'-
1
 1

/4
"

5
'-
2
 3

/4
"

1
'-
7
 3

/8
"

6
'-
9
 1

/4
"

1
0
 1

/4
"

5
'-
2
 3

/4
"

2
'-
1
1
"

SIM

SEE ENLARGED DETAIL
FOR BALANCE OF NOTES

1'-2 3/4"

SEE ENLARGED DETAIL
FOR BALANCE OF NOTES

SEE ENLARGED DETAIL
FOR BALANCE OF NOTES

FV

3'-6 7/16"  +/-

SIM
SEAL FLASHING
TO AIB

EXPANSION JOINT

PROTECT EXISTING
ROOFING TO REMAIN

AE320

D1

AE320

F3

2'-0 3/16"
AE320

F3

121' - 11 1/4"

4
'-
6
"

5
'-
1
1
 1

/4
"

2
1
'-
6
 5

/8
"

1
0
"

WALL SYSTEM BEYOND
TO MATCH EXISTING
ROOFING

CUT STUDS BELOW AS REQUIRED
FOR STRUCTURAL WORK,
RESUPPORT TOP OF WALL STUDS,
SIM F6/AE303.4

EJ

3"

AIB, LAP OVER EXISTING AIB, CONTINUE
OVER BOTTOM FLANGE OF BEAM

EXTERIOR SHEATHING

AIB, CONTINUE OVER BOTTOM LEG OF
ANGLE

FLASHING BEYOND

AE320

F1

FLASH AT NEW/EXISTING
JUNCTURE WITH
MANUFACTURER
RECOMMENDED FLASHING
METHOD/MATERIAL

BATT INSULATION

SS EXPANSION FLASHING, SIM TO
NRCA MB(MC)-7. RETURN BEHIND
SOFFIT MATERIAL

SEALANT

AIB, SEAL TO FLASHING

BATT INSULATION

1
2
" 

M
A

X
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SS. CORNER GUARD
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STRUCT DWGS)
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EXTERIOR
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BARRIER AT EXISTING WALL

RIGID INSULATION

2 3/4" MIN

ALUM OBSERVATION
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DETAIL @ ROOF - NEW TO EXISTING



ELEVATOR
PENTHOUSE

144' - 2 1/2"

ICU ROOF
142' - 2 1/2"

COMPOSITE ROOF
DECK (SEE
STRUCT DWGS)

RIGID
INSULATION

COVER
BOARD

SFRM

PT WD BLKG

CONC CURB
(SEE STRUCT
DWGS)

WATERSTOP: COORDINATE
LOCATION WITH REBAR.
SEE STUCTURAL DRAWINGS.

SS EXPANSION JOINT
COVER PER SMACNA

SS COUNTER-FLASHING

BUILT-UP ROOF

STL BEAM
(SEE STRUCT DWGS)

5/8" PRESSURE TREATED
EXTERIOR GRADE PLYWOOD
SHEATHING

FIRE BLANKET

CANT STRIP

DRAPE FLASHING
MEMBRANE AT EXP JT

VAPOR BARRIER

CRIMP SS SILL FLASHING
TO SS COUNTER-FLASHING

4" BATT INSULATION

SS THRU-WALL
FLASHING

WEEP VENTS

CONT GALV BENT
STL PLATE (SEE
STRUCT DWGS)

SEALANT

BATT
INSULATION

LIMESTONE PANEL

LIMESTONE BAND

CONT GALV BENT
STL PLATE(SEE
STRUCT DWGS)

SS THRU-WALL
FLASHING

WEEP VENTS

SEALANT

TRANSITION MEMBRANE
(LAP & SEAL TO SS
FLASHING)

AIB (LAP & SEAL TO
TRANSITION MEMBRANE)

CAVITY DRAINAGE
MATERIAL

CAVITY  DRAINAGE
MATERIAL

TRANSITION MEMBRANE
(LAP & SEAL TO SS
FLASHING)

AIB (LAP & SEAL TO
TRANSITION MEMBRANE)

TRANSITION MEMBRANE

EXTERIOR  SHEATHING

MASONRY ANCHOR

FACE BRICK

6" CFMF STUD
FRAMING WITH BATT
INSULATION.

GEOTEXTILE FABRIC
REINFORCING SEE
STRUCTURAL
DRAWINGS

2" RIGID
INSULATION

Z

PREFIN ALUM LOUVER w/
SELF DRAINING BLADES &
BIRDSCREEN (SEE
MECH DWGS)

6"  CFMF
(SEE STRUCT DWGS)

STL CLIP ANGLES

CAVITY INSULATION

EXISTING STONE
PARAPET COPING

COMPRESSIBLE JOINT FILLER

WEEP VENTS

SS THRU-WALL FLASHING

JT3/
4"

SS SILL FLASHING

TRANSITION MEMBRANE
(LAP & SEAL TO SS FLASHING)

STL TUBE
(SEE STRUCT DWGS)

SEALANT

CONT BENT STL PLATE
(SEE STRUCT DWGS)

TOP OF COPING
(FIELD VERIFY)

121' - 10 1/2"

7 
5/

8"

M
O

1'
-1

 1
/4

"

CONT BENT STL PLATE
(SEE STRUCT DWGS)

WEEP VENTS

JT3/
4"

SS THRU-WALL
FLASHING

1 
1/

2"

3RD FLOOR
126' - 5 1/4"

2" RIGID
INSULATION

WEEP VENTS

VENEER ANCHORS

AIB (LAP & SEAL
TO TRANSITION
MEMBRANE)

CONT GALV BENT STL
PLATE WITH
STIFFENER (SEE
STRUCTURAL)

COMPRESSION PAD

SEALANT

10
 1

/4
" DRAINAGE FILL

MATERIAL
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CUSHIONS BY OWNER

5/8" GYP BD

SOLID SURFACE MATERIAL
(2 CM) LIP

SOLID SURFACE MATERIAL
(3 CM)

2"

4" MTL STUDS

1
'-
6
"

3/4" PLYWOOD

4" MTL STUD GUSSETS @ 4'-0" OC

1'-4 5/8" 6"

ENGINEERED WOOD
SURFACE (WD-B-1)

1'-6"

3
 1

/2
"

5/8" GYP BD

SOLID SURFACE MATERIAL
(2 CM) LIP

SOLID SURFACE MATERIAL
(3 CM)

2"

CONTINUOUS 1 1/2" X 4"
L-BRACKET SUPPORT

4" MTL STUDS

ENGINEERED WOOD
SURFACE (WD-B-1)

1
'-
6
"

SCHEDULED FLOOR FINISH

SOLID SURFACE
COUNTER TOP (3 CM)

4
"

SOLID SURFACE MATERIAL (2
CM)

3/4" SUBSTRATE

SOLID WOOD
BLOCKING

5/8" GYP BD

3/4" PLYWOOD
SUBSTRATE

SOLID SURFACE
MATERIAL (1 CM)

SOLID SURFACE
MATERIAL (1 CM)

SOLID SURFACE (1CM)

1'-0" 2'-0"

5
"

2
'-
4
"

9
"

3
'-
6
"

SCHEDULED BASE

6" STEEL
STUDS

SEALANT

LIGHTWEIGHT CONCRETE

RIGID INSULATION FILL

1
"

ELECTRICAL OUTLET,
WHERE OCURS

2'-0"

FLUSH MOUNT
COUNTER SUPORT
BRACKET @ 32" OC

SCHEDULED FLOOR FINISH

SOLID SURFACE
COUNTER TOP (3 CM)
SM B 1

5/8" GYP BD

SCHEDULED BASE

LIGHTWEIGHT CONCRETE

2
'-
4
"

5
"

2
'-
9
"

2'-0"

B5

AE322

SEALANT

SOLID SURFACE
COUNTER TOP (3 CM)

SM B 1

1
"

1'-0"

SURFACE MOUNT
COUNTER SUPPORT
BRACKET @ 32" OC

SCHEDULED FLOOR FINISH

SOLID SURFACE COUNTER
TOP (3 CM) SM A 2

5/8" GYP BD

3/4" PLYWOOD
SUBSTRATE

FLUSH MOUNT COUNTER
SUPPORT BRACKET

SOLID SURFACE
MATERIAL (3 CM) SM B 1

SHEET WALL
PROTECTION

SCHEDULED BASE

4" STEEL STUDS @
24" OC

6" INTEGRAL BASE

LIGHTWEIGHT CONCRETE

1
1
"

2
'-
4
"

5
"

CONT WD BLOCKING

STEEL STUD TOP
TRACK

SOLID SURFACE
MATERIAL BEYOND
SM B 2

1
'-
9
"

GLASS CONTINUES TO
UNDERSIDE OF SOFFIT
AT SIMILAR CONDITION,
SEE C1/AE321

B5

AE322

SURFACE MOUNT
COUNTER SUPPORT
BRACKET

GL-D-1

ALUMINUM RAIL BASE
(GLASS GUARD RAIL
TYPE)

3 1/2" 2'-7 1/2"

LIGHT SWITCH, MOUNTED
HORIZONTALLY, WHERE
OCCURS

ELECTRICAL OUTLET,
WHERE OCCURS

GROMMET, WHERE OUTLETS
BELOW COUNTER OCCUR

5/8" GYP BD

2'-1"

1
"

3
'-
8
"

2'-0"

"ST" TAPEABLE EDGE
TRIM

SSM BEYOND

2'-0"

B3

AE322

SIM

2" LIGHTWEIGHT INSULATED
CONCRETE

EXTRUDED POLYSTYRENE FILL

5
"

TOP OF CONCRETE SLAB

5'-0"

1
" 

S
L
A

B
 R

E
C

E
S

S

EDGE OF PARTIAL HEIGHT PARTITION BEYOND

6
"

2'-0"

AXIOM PERIMETER TRIM

CEILING

5/8" GYP BD

4" STEEL STUD KICKERS
AT 4'-0" OC MAX

AC-A-2
FACE OF
PARTITION
BEYOND

9"

GLASS CHANNEL IN
PARTITION BEYOND

SHIMS

1/2" GLASS

EXTEND GYP BD TO
UNDERSIDE OF DECK,
SEAL PERIMETER

CEILING

5/8" GYP BD

1/2" MDF
PAINTED WHITE

WD BLOCKING

COVE LIGHTING
SEE ELEC1'-0"

EXTEND GYP BD TO DECK

7
"

X.1

AXIOM PERIMETER TRIM

CEILING

5/8" GYP BD

5/8"x5/8" REVEAL
MOULDING, PAINTED

5/8" GYP BD

FLUSH MOUNT
COUNTER SUPPORT
BRACKET @ 32" OC

SCHEDULED
BASE

4" CFMF

SOLID SURFACE
COUNTER TOP (3
CM)

4" CFMF

ACOUSTICAL CEILING WALL
ANGLE

FINISH FLOOR

SHEET WALL
PROTECTION

EXTEND GYP BD TO
UNDERSIDE OF DECK ABOVE.
SEAL JOINTS

COLUMN WITH SFRM

2'-0"

SOLID SURFACE MATERIAL
(2 CM) SM B 2

SOLID WOOD
BLOCKING

3/4" PLYWOOD
SUBSTRATE

SOLID SURFACE
MATERIAL (1 CM)
SM B 2

1'-0"

4" STEEL
STUDS

SEALANT

1'-0"

3
'-
8
"

2
'-
9
"

3
'-
6
"

GUSSET

GUSSET

SOLID SURFACE MATERIAL
(2 CM) SM B 2

SOLID SURFACE
MATERIAL (1 CM) SM B
2

WALL PROTECTION BEYOND

SOLID SURFACE MATERIAL
(3 CM) SM B 2

BLEND JOINT TO SEAMLESS

GLASS SCREEN WALL BEYOND

SCHEDULED BASE

SOLID
SURFACE
COUNTER
TOP (3 CM)

5/8" GYP BD

SCHEDULED BASE

2'-1"

2"

SEALANT

2
'-
4
"

COLUMN
BEYOND

SOLID SURFACE
MATERIAL
BEYOND (SMB2)

3
'-
6
"

SOLID
SURFACE
MATERIAL
(1CM)

SOLID SURFACE
MATERIAL
BEYOND (SMB2)

B3

AE322

GLASS CHANNEL

SEALANT

GYP BD SOFFIT. SEE RCP

CEILING

4" STEEL STUD KICKERS
AT 4'-0" OC MAX

CEILING

3"

5/8" GYP BD

PLAM STOP

LINEAR COVE FIXTURE, SEE ELEC

8" 4 1/8"

3/4" PLYWOOD

4
"

3 1/8"

GYP BD EDGE MOULD

SHIMS

WD BLOCKING

2 1/2" STUDS @ 12" OC

PLAM STOOL

SCHEDULED BASE

4" MTL STUD GUSSETS
@ 4'-0" OC

CUSHION BY OWNER

5/8" GYP BD WITH
WOOD WALL FINISH

SOLID SURFACE
MATERIAL (2 CM) LIP

SOLID SURFACE MATERIAL
(3 CM)

2"

3/4" PLYWOOD

3 CM SOLID SURFACE
CAP

5/8"x5/8" REVEAL
MOULDING, PAINTED

5/8"GYP BD

1'-5 1/4"6"

T S.9

SCHEDULED BASE

4" MTL STUD GUSSETS
@ 4'-0" OC

CUSHION BY OWNER

5/8" GYP BD WITH
WOOD WALL FINISH

SOLID SURFACE MATERIAL
(2 CM) LIP

SOLID SURFACE MATERIAL
(3 CM)

2"

3/4" PLYWOOD

3 CM SOLID SURFACE
CAP

5/8"x5/8" REVEAL
MOULDING, PAINTED

5/8"GYP BD

1'-7 3/4"

2-HOUR FIRE BARRIER

STAINLESS STEEL
FOIL HEAT SHIELD

FLOOR-TO-WALL
EXPANSION JOINT COVER

6"1'-5 1/4"

SHAFT WALL

XX

A
L
IG

N

SCHEDULED
FLOOR FINISH

SOLID SURFACE
COUNTER TOP (3 CM)
SM A 2

5/8" GYP BD

3/4" PLYWOOD
SUBSTRATE

FLUSH MOUNT COUNTER
SUPPORT BRACKET

SOLID SURFACE
MATERIAL (3 CM)
SM B 1

SHEET WALL
PROTECTION

SCHEDULED BASE

4" STEEL STUDS @
24" OC

6" INTEGRAL BASE

LIGHTWEIGHT CONCRETE

CONT WD BLOCKING

STEEL STUD TOP
TRACK

SOLID SURFACE
MATERIAL BEYOND
SM B 2

GLASS CONTINUES TO
UNDERSIDE OF SOFFIT
AT SIMILAR CONDITION,
SEE C1/AE321

SURFACE MOUNT COUNTER
SUPPORT BRACKET WHERE
OCCURS

GLD1

ALUMINUM RAIL BASE
(GLASS GUARD RAIL
TYPE)

2'-7 1/2"

LIGHT SWITCH,
MOUNTED
HORIZONTALLY,
WHERE OCCURS

ELECTRICAL OUTLET,
WHERE OCCURS

GROMMET, WHERE OUTLETS
BELOW COUNTER OCCUR

5/8" GYP BD

1
'-
9
"

1
1
"

2
'-
4
"

5
"

2'-1"

SOLID SURFACE
CAP (3 CM)

ALIGN

C6

AE322

F9

AE323

E7

AE323

2'-0"

5/8" GYP BD

"ST" TAPEABLE EDGE TRIM

6
"

3/4" PLYWOOD

SMB2 (1 CM)

BLEND JOINT TO
SEAMLESS

SMB2 (3 CM)

4" MTL STUDS

SOLID SURFACE MATERIAL
(2 CM) SM B 2

SOLID WOOD
BLOCKING

3/4" PLYWOOD
SUBSTRATE

SOLID SURFACE
MATERIAL (1 CM) SM B
2

4" STEEL
STUDS

SEALANT

GUSSET

GUSSET

SOLID SURFACE
COUNTER TOP

FACE OF COLUMN
FURRING BEYOND

1'-0" 4 1/4"

SCHEDULED BASE
BEYOND
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 1 1/2" = 1'-0"
B1

SECTION THORUGH BENCH AT WAITING AREA
 1 1/2" = 1'-0"

B2
SECTION THROUGH BENCH AT WOOD WALL

 1 1/2" = 1'-0"
B4

SECTION THROUGH UNIT SECRETARY DESK - NORTH
 1 1/2" = 1'-0"

B7
SECTION THROUGH UNIT SECRETARY DESK - WEST & EAST

 1 1/2" = 1'-0"
F3

SECTION THROUGH NURSE STATION DESK AND CART ENCLOSURE

 1 1/2" = 1'-0"
C5

SECTION THROUGH RAMP TO RAISED FLOOR

 1 1/2" = 1'-0"
C1

SECTION THROUGH FULL HEIGHT GLASS AT SWAMP

 1 1/2" = 1'-0"
F6

SECTION THROUGH CART ENCLOSURE AT COLUMN

 1 1/2" = 1'-0"
B5

SECTION THROUGH UNIT SECRETARY DESK

 1 1/2" = 1'-0"
C7

SECTION AT RECEPTION DESK

 1 1/2" = 1'-0"
C4

BORROWLITE DETAIL - HEAD AND SILL

 1 1/2" = 1'-0"
F8

SECTION THROUGH BENCH AT WAITING AND HALF WALL

 1 1/2" = 1'-0"
F7

SECTION - BENCH SEATING AT EXPANSION JOINT

 1 1/2" = 1'-0"
F1

TYPICAL SECTION THROUGH NURSE STATION DESK AND CART ENCLOSURE

 3" = 1'-0"
C6

SOLID SURFACE WING WALL END DETAIL

 1 1/2" = 1'-0"
B3

SECTION THROUGH WING WALL AT RECEPTION DESK
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 1 1/2" = 1'-0"F1AE413.4
A9 SECTION - GYP BD CEILING WHERE STRINGER MEETS WALL

 1 1/2" = 1'-0"F1AE413.4
C8 SECTION - GYP BD CEILING AT INTERMEDIATE STAIR LANDING

 1 1/2" = 1'-0"F1AE413.4
A8 SECTION - GYP BD CEILING AT STRINGER

 1 1/2" = 1'-0"1A4
C3 SECTION THROUGH ISOLATION EXHAUST DUCT ENCLOSURE

 1 1/2" = 1'-0"1A4
C6 SECTION - ISOLATION EXHAUST ENCLOSURE

 1 1/2" = 1'-0"1A4
F9 SECTION DETAIL AT HIGH COUNTER END SUPPORT

 1 1/2" = 1'-0"1A4
F7 PLAN DETAIL UNDER COUNTER

 1 1/2" = 1'-0"1A4
E7 SECTION - TOP OF WALL AT SOLID SURFACE FIN

 3" = 1'-0"1A4
A5 OUTSIDE CORNER AT WOOD WALL FINISH


